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ABSTRACT

The California Energy Commission has developed this Energy Expenditure Plan Handbook
pursuant to the Proposition 39: California Clean Energy Jobs Act — 2015 Program Implementation
Guidelines (2015 Guidelines) in accordance with Proposition 39 (2012) and Senate Bill 73
(Committee on Budget and Fiscal Review, Chapter 29, Statues of 2013), adopted by the
California Legislature and signed into law by Governor Edmund G. Brown Jr. on June 27, 2013
and Senate Bill 852 (Budget Act of 2014) adopted by the Legislature and signed into law by
Governor Edmund G. Brown Jr. on June 20, 2014 and adopted by the California Energy
Commission at the December 10, 2014 Business Meeting.
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Energy Expenditure Plan Handbook Overview

The California Energy Commission (Energy Commission) has developed the 2015 Energy
Expenditure Plan Handbook (handbook), Energy Expenditure Plan Online, the Utility Data
Release Authorization form, and energy savings calculators to help local educational agencies
(LEAs) prepare and submit their energy expenditure plan applications online that incorporate
all the requirements of the Proposition 39: California Clean Energy Jobs Act — 2015 Program
Implementation Guidelines. LEAs, which include county offices of education, school districts,
charter schools, and state special schools, are the only entities that may submit energy
expenditure plan packages online. This handbook, includes step-by-step instructions to assist
the LEAs in submitting their energy expenditure plans online, explains program requirements
and how to use the calculators for simple eligible energy projects.



What's New?

On December 10, 2014, the Energy Commission approved substantive program changes,
thereby adopting the Proposition 39: California Clean Energy Jobs Act — 2015 Program
Implementation Guidelines (2015 Guidelines). Aside from the numerous clarification language
revisions, the following savings-to-investment ratio (SIR) evaluation criteria were revised:

1) LEAs can now bundle energy efficiency measures and/or clean energy installations in or
at one or more schools or sites within an LEA. The SIR will now be calculated at an LEA
level as the LEA Project SIR. In the past, LEAs could only bundle energy efficiency
measures and/or clean energy installations in or at a school or site. The SIR of 1.05 was
calculated at a school or site level.

2) Leveraged funding that can be subtracted from the project installation cost in the SIR
calculation has been revised. “Grants” were replaced by “non-repayable” funds. Non-
repayable funds include bond funding, deferred maintenance, general operation
budgets and other funds used to finance the project that does not need to be repaid by
the LEA.

The new Energy Expenditure Plan Online system was developed to simplify the LEAs’
application process, expedite the Energy Commission’s review and approval process and to
incorporate the SIR changes in the 2015 Guidelines. The Energy Expenditure Plan Online system
was launched in February 27, 2015.

This handbook reflects the following revisions related to the 2015 Guidelines and the addition of
Energy Expenditure Plan Online. The Energy Commission strongly encourages LEAs to read
the handbook in detail before starting their energy expenditure plans online.

» Chapter 1: Revised to reflect the Energy Expenditure Plan Online system.

» Chapter 2: Detailed instructions on how to fill out the new Energy Expenditure Plan
Online system. In the previous version of the handbook, Chapters 2 and 3 contained
instructions on how to fill out Form A and Form B. These forms are no longer
applicable; therefore, this information was deleted and replaced by the new Chapter 2.

» Chapter 3: Revised. The Utility Data Release Authorization Form was revised in
February 2015. Chapter 3 contains instructions on how to fill out the new Utility Data
Release Authorization Form.

» Chapter 4: Revised. The energy savings calculator has been revised. Chapter 4 contains
detailed instructions on how to use the latest version.

» Chapter 5: Revised. Information Required for Energy Audits has been revised to include
non-repayable funds.

» Chapter 6: Information Required for Power Purchase Agreement applications have now
been included in Chapter 6.

> Appendix A: Revised. Energy Expenditure Plan Checklist revised to include examples of
supporting documentation to be uploaded via Energy Expenditure Plan Online.
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» Appendix B: Frequently Asked Questions: Frequently asked questions that provide
helpful information.






CHAPTER 1.
Energy Expenditure Plan

Purpose

The Energy Expenditure Plan is the application package an LEA submits to request Proposition
39 program award funds to implement eligible energy projects. The Energy Expenditure Plan
includes all the information specified in the California Clean Energy Jobs Act — 2015 Program
Implementation Guidelines.

Authority

Proposition 39: California Clean Energy Jobs Act — 2015 Program Implementation Guidelines (2015
Guidelines) in accordance with Proposition 39 (2012) and Senate Bill 73 (Committee on Budget
and Fiscal Review, Chapter 29, Statues of 2013), adopted by the Legislature and signed into law
by Governor Edmund G. Brown Jr. on June 27, 2013, and Senate Bill 852 (Budget Act of 2014)
adopted by the Legislature and signed into law by Governor Edmund G. Brown Jr. on June 20,
2014 and adopted by the California Energy Commission at the December 10, 2014 Business
Meeting.

Who May Submit

LEAs with Proposition 39 award funding appropriations may submit an energy expenditure
plan to request funds to implement eligible energy projects. These LEAs are listed

at http://www.cde.ca.gov/fg/aa/ca/prop39cceja.asp. LEAs include county offices of education,
school districts, charter schools, and state special schools. An expenditure plan submittal must
include one eligible energy project. An eligible energy project is defined as energy efficiency
measures and/or clean energy installations (in or at one or more school sites) within an LEA. In
general, all facilities within the LEA are eligible to receive Proposition 39 award funding. If an
LEA occupies a leased facility, the LEA needs to ensure the facility meets the conditions
specified in the 2015 Guidelines.

When to Submit

LEAs have been submitting their energy expenditure plans since January 2014 and may
continue to do so throughout the term of this program. The Energy Commission strongly
recommends that LEAs submit their energy expenditure plan prior to installing any eligible
energy projects. If the LEA begins project implementation before receiving Energy Commission
approval, it does so at its own risk. The Energy Commission must approve the LEA’s energy
expenditure plan before the California Department of Education (CDE) releases Proposition 39
program award funds.


http://www.cde.ca.gov/fg/aa/ca/prop39cceja.asp

The Energy Commission offers LEAs flexibility for submitting their energy expenditure plans to
request award funding. LEAs have the option to submit an energy expenditure plan each fiscal
year or they may combine eligible energy measures that incorporate multiyear awards into a
single energy expenditure plan submission.

The CDE calculates and allocates each LEA Proposition 39 award funding each fiscal year based
on legislatively appropriated funds. LEAs can receive Proposition 39 award funding only as it
becomes available each fiscal year of the five-year program. If the LEA’s available award is not
fully encumbered each year, the balance will remain for future energy expenditure plan
requests. The final encumbrance date for the Proposition 39 program is June 30, 2018.

In general, LEAs can submit only one energy expenditure plan per fiscal year. However,
LEAs that receive an allocation of $2 million or more in any one fiscal year, may submit up to
three energy expenditure plans the year the allocation is received and each subsequent fiscal
year. LEAs are encouraged to submit their energy expenditure plans as soon as energy projects
have been identified to allow timely review and approval by the Energy Commission. This early
submission also allows for LEAs to meet their targeted eligible energy project implementation
schedules and to achieve energy savings as soon as possible.

What Documents and Information to Compile Before Completing an
Energy Expenditure Plan Online

LEAs must gather and compile the following documents and information to complete an
energy expenditure plan online.

1. Detailed information for proposed energy efficiency measures including energy savings,
energy cost savings, measure costs, rebates, and other non-repayable funds. This
information is obtained using energy audits or the Energy Commission’s energy savings
calculator with an energy survey.

2. LEAs must collect electric and gas utility bills from the previous fiscal year for all
schools or sites where eligible energy measures will be implemented to complete their
energy expenditure plan. This means that if you are submitting an energy expenditure
plan during fiscal year 2015-2016, you will need to collect the bills from fiscal year July 1,
2014 through June 30, 2015.

3. LEAs that requested and received energy planning funds must provide a financial
breakdown of how the planning funds are budgeted and how planning funds were
actually spent for each of the four allowed categories.



LEAs must submit their entity information, including but not limited to CDS codes,
charter school CDS codes, and contact information of the LEA authorized representative
and the LEA project manager.

An estimate of job creation benefits is required to be keyed into the system. These are
mostly calculated fields based on the eligible energy project budgets entered by the LEA.
If the LEA has already selected a contractor to implement its eligible energy project, it
will need to obtain apprenticeship programs and trainee title information when
completing its energy expenditure plan.

What to Include in the Energy Expenditure Plan

Effective February 27, 2015, LEAs are required to enter all the necessary information related to
their projects into the Energy Commission’s Energy Expenditure Plan Online system. LEAs will
no longer be able to upload Expenditure Plan General Form A (Form A), CEC-9, and
Expenditure Plan Project Summary Form B (Form B), CEC-10, Microsoft Excel® spreadsheets.
All information that was previously entered into these spreadsheets will now be keyed in
directly into Energy Expenditure Plan Online. However, the following supporting documents
will still need to be uploaded into Energy Expenditure Plan Online:

1.

Utility Data Release Authorization Form, CEC-12, in PDF, and the Facility and Service
Account Information Form, CEC-24, in PDF — An LEA must complete a CEC-12 and a
CEC-24 for every utility provider from which the LEA purchases electricity and/or
natural gas. For example, if an LEA purchases electricity from the Sacramento Municipal
Utility District (SMUD) and natural gas from Pacific Gas and Electric (PG&E), the LEA
must complete two of each form, one for SMUD and another for PG&E. The Energy
Commission requires that the Utility Data Release Authorization Form CEC-12 be
submitted for the first energy expenditure plan that an LEA submits for approval.
However the LEA’s electric or natural gas utility may require the LEA to sign and
submit an updated CEC-12 even if the LEA submitted a CEC-12 prior to March 1, 2015.
The CEC-12 must be signed by an LEA employee that has been identified as having the
authority to execute the energy expenditure plan and to direct or delegate
implementation of the eligible energy projects on behalf of the LEA.

In the CEC-24, LEAs must list every electric and gas account for all schools and facilities
under a customer’s jurisdiction, as a condition of receiving Proposition 39 funds. This
includes the school or facility name, CDS number, electric and/or gas service account
number, and service address. It is critical that the LEA provide this information for
EVERY site in the LEA regardless of whether the school or facility is a recipient of
Proposition 39 funds.

It is not necessary for the LEA to submit a new CEC-24 if the LEA submitted a complete
set of account information for the facilities under their jurisdiction prior to March 1,
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2015, unless there have been changes to the number of facilities since the original
submission d (for example, new facilities have opened). The CEC-12 and CEC-24 must
be completed using a computer and uploaded to Energy Expenditure Plan Online. The
LEA must forward the original signed CEC-12 and the completed CEC-24 to the
respective utility providers. Designated contact information for utility providers is
provided

at http://www.energy.ca.gov/efficiency/proposition39/listing_utility recipients.html.

2. Project Supporting Documents — Each energy expenditure plan must include back-up
calculations/analysis supporting the energy measures included in the energy
expenditure plan. Supporting documents shall be uploaded in formats such as
Microsoft Word®, PDF, Microsoft Excel®. Supporting documents shall consist of custom
energy audits or Energy Commission energy savings calculators with an accompanying
energy survey as described below. Use of the Energy Commission energy savings
calculators without an accompanying energy survey will not be accepted.

a. Energy Commission energy savings calculators with energy survey — The Energy
Commission has developed energy savings calculators to evaluate several simple
energy efficiency measures. LEAs may only use the Energy Commission energy
savings calculators for the measures listed in Chapter 4.

LEAs who choose to use the Energy Commission energy savings calculators to
analyze proposed energy efficiency measures must also submit an energy survey
with the following elements:

e A description of the proposed energy efficiency measures and the
buildings and/or facilities that will be improved by these measures.

e A description of the existing energy-using equipment ( including type, age
of equipment, size, number of units, operating hours, and so forth)
obtained by surveying the buildings and/or facilities.

e Energy Savings estimates from the Energy Commission’s energy savings

calculator.

Estimated energy efficiency measure costs.

b. Energy Audit — When a calculation(s), other than the Energy Commission
savings calculator, is used the LEA must provide an energy audit. Upload any
applicable energy audits, complying with the “Information Required for Energy
Audits” in Chapter 5. An energy audit is required when estimates for energy
savings are calculated with a source other than an Energy Commission energy
savings calculator.

3. Building Owner Certification to Transfer Energy Cost Savings to LEA, if applicable — To
ensure an LEA in a privately owned leased facility receives the energy savings cost
benefit of the Proposition 39-funded eligible energy measures, a building owner
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certification is required if 1) an LEA leases a facility or building that does not have a
separate meter; and/or, 2) an LEA leases a facility or building, and the lease payment
includes the utility cost. If either of these conditions applies, the building owner must
commit to transferring the energy savings of the eligible energy measures to the LEA
tenant, either through a reduced lease payment or other form of monetary
reimbursement. LEAs in a privately owned leased facility that meet the two conditions
mentioned above shall submit a Building Owner Certification to Transfer Energy Cost
Savings to the LEA, in writing, signed and dated by the lessor, that certifies energy
savings cost benefit to the LEA.

What Internet Browsers to Use

To ensure optimal user experience, LEAs must only use Internet Explorer or Google Chrome to
access Energy Expenditure Plan Online.

How and Where to Submit Energy Expenditure Plans to the Energy
Commission via Energy Expenditure Plan Online

As of February 27, 2015 when the Energy Expenditure Plan Online was launched, LEAs can no
longer upload Form A and Form B spreadsheets into the Proposition 39 Database. LEAs must
now enter all information they previously entered into Form A and Form B into Energy
Expenditure Plan Online. In addition, LEAs are required to upload the documents listed under
“What to Include in the Energy Expenditure Plan.” Energy expenditure plans are NOT accepted
by mail, e-mail, fax, or courier delivery. Only energy expenditure plans entered into Energy
Expenditure Plan Online and documents uploaded via this system will be accepted.

The Energy Commission has sent a “Welcome” e-mail containing a link to Energy Expenditure
Plan Online to all primary and secondary LEA contacts listed in the California School Directory.
The person who submits the energy expenditure plan must obtain the link to Energy
Expenditure Plan Online from those contacts.

The first time LEAs access the website via the link, they must register and follow the
instructions in Chapter 2.

Whom to Contact for Assistance

The Energy Commission has established a Proposition 39 Hotline (toll-free for those in-state:
855-380-8722, and a toll line for those out of state: 916-653-0392.) LEAs can call with questions
about the Proposition 39 program and Energy Expenditure Plan Online or e-mail questions to
the Energy Commission Hotline staff at Prop39@energy.ca.gov.

11


mailto:Prop39@energy.ca.gov

CHAPTER 2:
Instructions for the Energy Expenditure Plan Online

Purpose

Energy Expenditure Plan Online is an online application system to assist LEAs in applying for
Proposition 39 program award funds to implement eligible energy projects. Effective February
27,2015, LEAs must submit their energy expenditure plans using the Energy Expenditure Plan
Online system. Developed by the Energy Commission, this flexible, easy-to-use system replaces
the previous energy expenditure plan Forms A and B application process. LEAs now enter their
information directly into Energy Expenditure Plan Online.

The following are the instructions for Energy Expenditure Plan Online. To guide the reader
through each section, there is a screen shot of the specific section of the system, followed by
written instructions.

General Information and Tips

To navigate through the system, either click on a field or use the “Tab” key on your keyboard.
The types of input fields vary. Drop-down menus are indicated by an arrow on the right side of
the data field. Other fields allow LEAs to enter text or numbers based on what information is
requested. Auto-calculated fields in the system are automatically calculated based upon entries
in other input fields. Automatically calculated fields are shaded in gray and the LEA cannot
click in to those fields to enter data. LEAs are required to complete only the input fields. These
fields turn yellow when you click on them to enter your data.

Hovering your cursor over certain fields will bring up a pop-up box that provides general
instructions for the field. Several fields will also show an “i” next to the field. This provides
additional information about that field.

Information entered into the Energy Expenditure Online system is not automatically saved.
Be sure that you save your information by clicking on the [SAVE CURRENT PROCESS|
button periodically while you are entering your energy expenditure plan.
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General Overview and System Navigation

As an overview of Energy Expenditure Plan
Online, there are three major sections:

CALIFORNIA

ENERGY COMMISSION

1) LEA Summary (
2) Expenditure Plan & Site Summary

gpohicant Information

0 Expenditure Flan & Site Summary

Environment: Acceptance

Loeal Fdueation Agancy (LEA) RameT

Sania Ana Unified School District

3) Review & Submit

As you navigate through the system, the section
bar at the top indicates the section you are
working in.

Actlve  Submitted  Approved  Amendments

No pending energy expenditure plan.

| CREATE NEW ENERGY EXPENDITURE PLAN

ciy: Santa

PR LS Code:
AGEET0000000

Ana Zipc 43701

Each major section has subsections.

CALIFORNIA
ENERGY COMMISSION

PROFILE ABOUT

1) LEA Summary has four subsection tabs:

nformation

v'Active (energy expenditure plans being

created by the LEA)

Submitted (energy expenditure plans
submitted to the Energy Commission)
Approved (energy expenditure plans
approved by the Energy Commission)
Amendments (energy expenditure plans
being amended by the LEA)

Loeal Fdueation Agancy (LEA) Hama:
Santa Ana Unified School District

Addrmes: 1601 £ Chastmt Avanisa

—
< Actlve  Submitted  Approved  Amendments
10 per Tr— —

v

| CREATE NEW ENERGY EXPENDITURE PLAN

ciy: Santa

Environment: Acceptance

€) Review & Submit

LEA CDS Coda:
AGEET0000000

Ana Zipc 43701

The LEA Summary section provides the map for
accessing and reviewing all of an LEA’s energy
expenditure plans. Whether it is a current energy
expenditure plan that is a draft or an energy
expenditure plan approved in past fiscal years,
all energy expenditure plans can be accessed
from the LEA Summary section. Energy
expenditure plans in the Submitted and
Approved subsections can be viewed by the LEA.
Information in these energy expenditure plans
cannot be edited by the LEA.

To actually navigate through the system, you
must click on these tabs. Each tab is typically in
"blue” text. The tab text color changes to “black”

when you are in that tab section. To view/edit a
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specific energy expenditure plan, you must
navigate to the appropriate subsection and select
and click the energy expenditure plan from the
list of energy expenditure plans included in that
subsection.

2) Expenditure Plan & Site Summary Section
has four subsection tabs:

v" Energy Planning & Training
v Schools/Sites

v" Job Creation

v Certifications

The majority of the LEA information is entered
into these four tabs.

Energy Planning & Training, Job Creation, and
Certifications subsections relate to information in
the old Form A.

To enter specific site information, you must
navigate to the Schools/Sites subsection and add
a specific site or select a previously added site
from a list of sites. Information entered into these
specific Schools/Sites relates to information in the
old Form B.

Schools/Sites Tab summarizes all the sites
included in the energy expenditure plan. This
tab includes the following additional subsection
tabs:

Site

Benchmarking

Efficiency Measure
Photovoltaic

Power Purchase Agreements
Summary

AN NN N RN

Benchmarking information and all eligible
energy measures details for a specific school/site
are entered using these additional School/Site tab

14

Energy Fxpenditure Plan Online RETA|

J

Erv gy Expnsidituns Blas Onlloe BETAI

[ BAGH ¥E EEr SuwmART | [SAVE SURRERF FRSLEsS | [ EBuriEte sve | [Ecev ssmss |




subsection. These six subsections related to
information in the old Form B.

Navigation Buttons in the Energy Plan & Site
Summary Section:

1A . -
OMMISSION Energy Fxpenditure Plan Online RETA|

The Energy Planning & Training, Job
Creation, and Certification Subsections:

v" BACK TO LEA SUMMARY| - Brings you
back to the list of energy expenditure
plans in the LEA Summary Major Section.

v |ISAVE CURRENT PROCESS) - Saves all
the information you have keyed in so far.
The information is not automatically
saved and this button should be used
often.

v" REVIEW EEP| - Click this button to e ——— Cﬁg@}ﬂ)
review your energy expenditure plan _ J
before submitting to the Energy

Commission.

The Schools/Sites Subsection:

CALIFSRNLA :
kot ol it i bl Ervsigy Exprrsmiditune Blas Ontline BETAI

v BACK TO EEP SUMMARY] - Brings you
back to your list of sites.

v |SAVE CURRENT PROCESS]- Saves all
information you have entered so far.
Please note that information is not
automatically saved and this button
should be used often.

v" |COMPLETE SITE - Click this button
when all appropriate information for the
specific school/site has been entered.

v" DELETE SCHOOL] - Deletes the specific
school/site that has been entered in error.
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3) Review & Submit Section

The final section is accessible only after all the
information has been entered correctly into the
energy expenditure plan. To access this page,
you must select the button. This
page allows the LEA to see a summary of the
general energy expenditure plan information (old
Form A). From this page, the user can submit an
energy expenditure plan to the Energy
Commission or return to it to enter or edit
information.

To return to the editable version of the energy
expenditure plan, you must click on the
[TO EEP SUMMARY| button. This will return you
to the Expenditure Plan & Site Summary section.

Finally, to submit the energy expenditure plan to
the Energy Commission, you must click on the
SUBMIT| button. An acknowledgement of receipt
will appear on the screen and your energy
expenditure plan will appear under the

Submitted tab in the LEA Summary.

16

CALIFORNIA
NERGY COMMISSION

‘ @ LEASummary

CalfomEa Energy Commission Propoaltian 33 Program
Expanditura Plan Summary




Getting Started

An LEA is required to register to create an account prior to being able to log in to the system.
Below are the instructions for logging in and creating an account.

Note to Charter Schools: All charter schools receive a separate Proposition 39 award
allocation. A charter school Proposition 39 award is not part of the district or county office of
education award. Therefore, a charter school must create its own account separate from the
district or county office of education.

CALIFORNIA
ENERGY COMMISSION

Energy Expenditure Plan Online BETA!

The Energy Expenditure Plan Online System (system) i the property of the California Energy
Commission (Commission) and may anly be acce y authorized users. Unauthorized access,
use, disruption, modification, or destruction of this system Is strictly prohibited and may be
SUBJEct to criminal prosecution and/or adverse action or both.

The Commission may manitar any activity or communications on the system and retrieve any
information stored within the system. By accessing and using this system, you are consenting to
such menitoring and information retrieval for law enforcement and other purposes.

Users of this system can have no expectation of privacy as to any communication on, of
Information created, maintained and stored within the system, including information stored
centrally, Iocally on a disk drive, or on removable electronic storage media. In addition to any
ather available remedies, the penalties for unauthorized access or use may include criminal
and/or civil action under the California Information Privacy Act (Financial code section 1798.53)
and Penal Code section 502,

1] Kaep ma logged in

Don' have an account?

Registar

Carditions af Uss | Frivacy Paliey
Decrsions Panting ana Opportunes 101 Fusiic FaLpSISh
Copyript © 19542015 Cabion i Ensroy Commisiion. Al Roghts Rusarved

The link provided to the LEA contact and secondary contact will bring the user to the Energy
Expenditure Plan Online login page shown above. Anytime you log onto the system the Terms
& Agreements statement will appear. To use Energy Expenditure Plan Online, you must read
the Terms & Agreements and click “Agree.”
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CALIFORNIA
ENERGY COMMISSION

Energy Expenditure Plan Online BETA!

e |

Password [ ]

The application 10CKS. & USET Out ater 5 tallad 10gin atempts

[Login | Forgst your passwora>
1 keep me logged in
Don have an account
Registar
Presey Potey

Coniwons ot use |
Decisions Pending and Opporumaies for Puslic Paracspation
Copyright @ 1354-2013 Califoria Energy Commsaion. All Rights Reserved
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To register, click on the Register link located at the bottom of the page (see arrow above.)

CALIFORNIA -
ENERGY COMMISSION Eneray Expenditurs Plan Online BETA!

';:)' Register

r—— [y . Sriyane = wm e wmeh LTA

e

[ vou et your pemwont 1

- Sasarty femmar

Smane cmremst s Srog 35 Meseea wen any - = g

Only an LEA employee can create an account and LEAs are only allowed to have only one
online account. To create an LEA account, enter the following required fields:

LEA/CDS Code: Enter the LEA’s 14-digit CDS code.
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Employee Name: Enter the name of the person creating the account. The account must be
registered to an employee of the LEA.

E-mail: Enter the e-mail address of the person creating the account. This e-mail address will be
used to contact the LEA if a password reset request is made.

Confirm E-mail: Re-enter the e-mail address.

Password: Select and enter a password. Passwords must have at least 7 characters and must
include a non-alphanumeric character (e.g. @, #, ™).

Confirm Password: Re-enter the selected password.

Security Question: Create a security question and enter it in this field. For example, “What is
your favorite color?” There is no a drop-down list of possible security questions. The security
question will be used to validate your log in if you forget your password.

Security Answer: Enter the answer to your security question above. For example, if your
security question is “What is your favorite color?” Enter your favorite color in this field. For
example, you may type in “blue.” Tip: Security question answers are not case-sensitive.

Then, click on |Create Account. At this point, your registration is not yet complete.

Final Registration Step: An account activation e-mail will be sent to the above specified e-mail
address. On a separate window on your browser, log into the e-mail address you entered when
you registered to Energy Expenditure Plan Online. Look for an e-mail that looks like the
example below. To complete the account activation process, click on the link provided in the e-
mail. You will then be taken to a Webpage with a message saying, “Your account has been
verified and you can now log into the site.” Your registration is complete and you can now log
in at this time using the LEA CDS Code and password. If you experience any difficulties, please
reply to the e-mail you received, like the example below and someone will contact you to
provide assistance. Alternatively, contact our Prop 39 Hotline at (855) 380-8722

or prop39@energy.ca.gov . You must click on the link sent to your e-mail address to complete

the registration process.

Welcome to California Clean Energy Jobs Act!

Hello, . You are receiving this email because you recently created a new
account at the site. Before you can login, however, you need to first visit the

following link,

http://accprop39/Account/Verify.aspx?ID=b090a2b4-a238-41bc-92cf-
osfg4aefodfo

After visiting the above UGS Vou can 160 Rta the sitel

If you have any problems verifying your account, please reply to this email to
get assistance.

Thanks!
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Forgot Your Password?

CALIFORNIA . — ——
ENERGY COMMISSION Energy Expenditure Plan Online BETAI

AN \BOUT

If you forget your password, click on the “Forget your Password?” link in the “Log In” page
(see above.) Enter your LEA 14 digit CDS code and respond to your security question. The
answer to your security question is not case-sensitive. A new password will be generated and
sent to the e-mail address registered for the LEA.

Next, log in at the “Log In” page using the password sent to your e-mail address. This
password is case-sensitive and can be copied and pasted from the e--mail you received. The
system will then ask you to select a new password.

Once you have successfully reset your password, you may log into the “Log In” screen and
create an energy expenditure plan.
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Logging In

To log in to Energy Expenditure Plan Online, simply enter the LEA’s CDS code, enter your
password and click on the button. The application locks you out after five failed login
attempts. If this happens, an error message will appear and tell you how long you will need to
wait before logging in again. If you forgot your password, follow the instructions in the
“Forgot Your Password?” section above.

Because an LEA charter school receives a separate Proposition 39 award allocation from its
district or county office of education, the LEA charter school must log in and enter its energy
expenditure plan into its own account. If the LEA charter school submits its energy
expenditure plan under the district’s or county office of education’s account, the Energy
Commission will need to cancel the LEA charter school energy expenditure plan and the LEA
charter school will need to reenter and re-submit its energy expenditure plan under the LEA
charter school’s own account.
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Creating a New Energy Expenditure Plan

Once you are logged in, you can now create a new energy expenditure plan. Information
entered into Energy Expenditure Plan Online is not automatically saved. Be sure that you
save your information by clicking on the Save Current Process button periodically while you
are entering your energy expenditure plan.

1. Click on the CREATE NEW ENERGY EXPENDITURE PLAN| button.

CALIFORNIA

ENERGY COMMISSION Energy Expenditure Plan Online BETA!
EXPENDITURE PLAN PROFILE ABOUT

o LEA Summary e Expenditure Plan & Site Summary e Review & Submit

Applicant Information

Local Education Agency (LEA) Name: LEA CDS Code:

Solar High 0000000000000
Address: 1 Turbine Rd. City- Sacramento Zip: 85833
Active Submitted Approved Amendments

o Amount Reg
3a5 £0.00

CREATE NEW ENERGY EXPENDITURE PLAN |

‘Canamions of Ucs | Privasy Pomsy
Dacicions Fending and Oppoctntties for Fusln

CoouTignt © 18842013 Galnmia Ensrgy Commictice, All Faoe Fmcerved

Statn of Callfornia, Edrund 5. Browe Jr., Saveenos

2. This will pull up the screen below and you must enter the following information:

CALIFORNIA —
v ENERGY COMMISSION Energy Expenditure Plan Online BETA!

EXPEMNDITURE PLAN PROFILE ABOUT

© Expenditure Plan & Site Summary © Review & Submit

Expenditure Plan Option

* Fiscal Vear: * Expenditure Plan Submittal Opfions: [Select- ~

Authorized Representative Contact Project Manager Contact

Mame: | | Name: | |
Tl | | Title: [ |
Phane: [ | Phane: [ |
E-mail: | | E-mait: | |

CREATE CAMNCEL

conations of uce | Privasy Pasoy
Opportuntiss for Fusia Fariolpation

Binin of Callfamia, Edmund 8. Srown Jr, Savemcr

Dwalcianc Fending snd
Copyright S
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Expenditure Plan Option (required):

a. Fiscal Year: This drop-down menu corresponds to the current fiscal year in which
you are submitting the Energy Expenditure Plan. This is a required field.

b. Expenditure Plan Submittal Option: This is a drop-down menu. Select “Annual
Award Energy Expenditure Plan” if this Energy Expenditure Plan covers one fiscal
year. Select “Multiple-Year (bundled) Award Expenditure Plan” if this Energy
Expenditure Plan covers two, three, four, or five fiscal years. This is a required field.

Authorized Representative Contact (required):

a. Enter the name, title, phone number, and e-mail address of the person authorized
by your LEA to sign and submit the energy expenditure plan(s) and other
Proposition 39 documents to the Energy Commission. The authorized
representative is an LEA employee with authority to execute the energy
expenditure plan and the Utility Data Release Authorization Form, and to direct or
delegate the implementation of the eligible energy projects on behalf of the LEA.
Only one authorized representative may be entered in this section.

Project Manager Contact (required):

a. Enter the name, title, phone number, and e-mail address of your LEA’s project
manager. The project manager is the primary point of contact for this energy
expenditure plan. Only one project manager may be entered in this section.

Click CREATE] once all fields are completed. To cancel the energy expenditure plan you just
created, click on the CANCEL|button. You will then be returned to the LEA Summary Section.
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Entering Your Energy Expenditure Plan

Once you click CREATE]|, you will be brought to the Energy Planning and Training subsection.
The screen will expand and look like the following:

CALIFORMIA

EMERGY COMMISSION
EXPEMINTURE PLAN

PROFILE ABOLIT

| o LE&A Summany e Expenditure Plan & Site Summany -B- Review & Submit

LEA PROJECT SIR:- 0.00

LA Code: BDO0O00OE00000

L=s Neme: SEolar High Lrant Amoust Heguees: 5C.00

SchoolsStes Job Creation Certificaticns

* Expendiure Flan Submrtal Option: [—Select— =

* Fiscal Year: * Tier: Totall Award Allccatian Aemaining: 3 e
Authorized Regr ive © Project Manager Contact

= mame: | | * mamae: [ |
- Tithes | | * e | |
= Phane: | | * Phone: [ |
= Emailz [ | * Email: [ |

Energy Planming Reservation Information

Did you neguest Energy Flanning Funds? & ro, mowe on 10 mext section

By Few Exwentry Susvirgs. dind Eririgy Sanbilin: = Brvamwd Ggmmd Tox Ervniy Saowing vl Evargey Sastita: %
Bt For Pripsemitaws 35 Program Assrdare 5 Barvcard Sgwwed for Progesalsn 30 Progean Ascrdarnecs: 5
Eucien For Erssgry Marnager: 5 Brvcasn Sesd for Energy Harsger : 5
Baacigen. For Traming: % Arvcasn Sesd for Tramas %
Total: % %

Energy Manager and Training

£re you hirng an Energy Manager with funds requested In this sapenditure Fan? [Seles—
AMEUnt requesting for Energy Manager: §

Are you using Propasiicn 39 funds for energy related training costs?

Armaunt requesting for Training: 3

The LEA Name and LEA Code will be automatically filled in, and the Grant Amount Request
is automatically filled in based on the information you will be keying in.

The LEA Project SIR will be automatically calculated based on the energy measures and energy
savings information keyed into the Schools/Site section. The LEA Project SIR is the SIR
calculated based on the LEA’s bundled energy efficiency measures and/or clean energy
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installations in or at one or more schools or sites within an LEA. This SIR is calculated at an LEA
level. The LEA Project SIR must equal 1.05 or higher to receive Proposition 39 award funds.

CALIFORNIA -
ENERGY COMMISSION Energy Expenditure Plan Online BETA!

EXPENDITURE PLAN

I o LEA Summary o Expenditure Plan & Site Summary o Review & Submit

LEA PROJECT SIR: 0.00

PROFILE ABOUT

LEA Code: 00000000000000 Grant Amount Request: $0.00

LEA Name: Solar High

‘ Energy Planning & Training Schools/Sites Job Creation Certifications

* Expenditure Plan Submittal Qption. _-Select__ |

* Fiscal Year: ‘**Se\e:t—* V| * Tier: \——Se\ect—— V\ Total Award Allocation Remaining: $

First Section: Energy Planning & Training Section

a. Expenditure Plan Submittal Option and Fiscal Year fields are automatically filled in
when the energy expenditure plan was created.

b. Tier: This is a drop-down menu. Select the tier that matches your LEA’s P-2 average
daily attendance (ADA) listed in CDE’s Schedule of the Total Award Allocations for the
Proposition 39 — California Clean Energy Jobs Act for the fiscal year in which you are
submitting this energy expenditure plan.

e Tier 1: 100 or fewer ADA
e Tier 2: 101-1000 ADA

e Tier 3:1,001-1,999 ADA

e Tier 4: 2,000 or more ADA

c. Total Award Allocation Remaining: Enter your LEA's available award
allocation. This value can be determined by adding the amount in the Total Award
Allocation column found in the Proposition 39 —

d. 2014-15 Entitlements spreadsheet
(http:/ /www.cde.ca.gov/fg/fo/r14/prop39ccejaldresult.asp ) to the amount in the
Total Award Allocation Remaining column found in the Proposition 39 - 2013-14
Entitlements spreadsheet
(http:/ /www.cde.ca.gov/fg/fo/r14/prop39ccejal3result.asp ).
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Energy Planning Reservation Information:

Note: This section applies to LEAs that have requested and received planning funds in Fiscal
Year 2013-14 or their first year of Proposition 39 program eligibility.

For new schools commencing instruction in fiscal year 2013-14 or later, energy planning funds
will be available in the first fiscal year of Proposition 39 funding eligibility, so long as prior year
ADA counts are provided during the second principal apportionment reporting period. For
example, a school that begins instruction in fiscal year 2013-14 can use fiscal year 2014-15 award
funds for planning activities, provided 2013-14 ADA counts are available. So, this section will
also apply to schools that request and receive planning funds in the first fiscal year of
Proposition 39 award eligibility.

Energy Planning Reservation Information

Did you reguest Energy Planning Funds? & po. move on B0 pext sectio

a. Did you request Energy Planning Funds? If no, move on to next section: This is a
drop-down menu. Select “yes” if your LEA requested planning funds during fiscal
year 2013-2014 or the LEA’s first year of Proposition 39 program eligibility. Select
“no” if your LEA did not request planning funds. If you select “no,” move to the
Energy Manager and Training section.

b. Budget for Energy Surveys and Energy Audits: Of the total Proposition 39 award for
planning funds allocated to your LEA, enter the portion budgeted for energy
surveys and energy audits for all five years of the program.

c. Budget for Proposition 39 Program Assistance: If applicable, enter the total
Proposition 39 grant planning funds budgeted for program assistance activities,
including but not limited to putting together the energy expenditure plan as defined
in the 2015 Guidelines Table 2: Energy Planning Activities for all five years of the
program.

d. Budget for Energy Manager: If applicable, enter the total Proposition 39 award
planning funds budgeted for an energy manager(s) as defined in the 2015 Guidelines
Table 2: Energy Planning Activities, enter the amount of energy planning funds
budgeted for an energy manager(s).

26



Budget for Training: If applicable, enter the total Proposition 39 award planning
funds budgeted for energy-related training as defined in the 2015 Guidelines Table 2:
Energy Planning Activities, enter the amount of energy planning funds budgeted for
these training expenditures.

Amount Spent for Energy Surveys and Energy Audits: If applicable, enter the total
amount of your Proposition 39 planning reservation spent to date on energy surveys
and energy audits.

Amount Spent for Proposition 39 Program Assistance: If applicable, enter the total
amount of your Proposition 39 planning reservation spent to date on program
assistance activities.

Amount Spent for Energy Manager: If applicable, enter the total amount of your
Proposition 39 planning reservation spent to date on energy manager(s).

Amount Spent for Training: If applicable, enter the total amount of your Proposition
39 planning reservation spent to date on training.

Totals: The total amount of energy planning funds requested and the total amount
of planning funds spent to date. These are automatically calculated fields, and the
total amounts will be based on information provided in the input fields.

Energy Manager and Training;:

Note: This section relates to the funds you are requesting under this current energy expenditure
plan, not the planning funds entered in the previous section. This section should be completed
for years 2 through 5 of the Proposition 39 program.

a.

b.

Energy Manager and Training

Are wau hiring an Energy Manager with funds reguested In this expenditune Flan?

Amaunt requesting for Enerngy Manager: 3

Are wou using Propasiion 39 funds for enengy related training oosts? | --Sele

Amaunt regquesting for Training: §

Are you hiring an Energy Manager with funds requested in this Expenditure Plan?
This drop-down menu indicates whether the LEA is requesting award funds for
energy manager (s) under this energy expenditure plan. Select “yes” if the LEA is
requesting funds for energy manager(s) or “no” if the LEA is not.

Amount requesting for Energy Manager: Enter the total amount of your LEA’s
Proposition 39 award funds requested for energy manager(s) in this energy
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expenditure plan. The maximum allowed amount is 10 percent of the annual award
amount. This is for years 2 through 5 only. In year 1, funds for an Energy Manager
are requested utilizing planning funds.

c. Are you using Proposition 39 funds for energy-related training costs? This drop-
down menu indicates whether the LEA is requesting award funds for energy related
training costs under this energy expenditure plan. Select “yes” if the LEA is
requesting funds for energy related training costs or “no” if the LEA is not.

d. Amount requesting for Training: Enter the total amount you are requesting for
energy related training costs. The maximum allowed amount is 2 percent of the
annual award amount. This is for years 2 through 5 only. In year 1, funds for an
Energy Manager are requested utilizing planning funds.

Second Section: Schools/Sites

After you have completed the Energy Planning & Training section of your energy expenditure
plan, you may enter the information for each of your LEA’s schools or sites. Click on the
Schools/Sites tab heading (see arrow below.)

Solar High | Lo

CALIFORNIA '
oV ENERGY COMMISSION Energy Expenditure Plan Online BETA!

EXPENDITURE PLAM PROFILE ABOUT

| @ LEAsummay € Expenditure Plan & Site Summary © Review & Submit

LEA PROJECT SIR: 0.00

LEA Name: Solar High LEA Code: 00000000000000 Grant Amount Request: $0.00

Energy Planning & Training Schools /Sites Job Creation Certifications

Please type the school name: *Press the down arrow key o see & compiete fist of available schoois.

|C|u:l( here to search... ~ |

Mo completed school/site associated with this plan.

Supporting Documents @

@ Plzase felect file(s) to upload.

Maximum file size: ~50 MB
Aowed file type: zip, pof, doc, docx, s, s, ppt, ppt, rff, bt jpg, jpeg, 1, tF, gif

BAGK TO LEA SUMMARY | | SAVE CURRENT PROCESS | | REVIEWEEP

Canditions of Uss | Privesy Pallay
Opportuniies for Fubio Partioipetion

Deaicianc Fending and
3 Galfomia Ensrgy
‘af California, Edmund O, Brown Jr., Gavemer
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In the school name field, click on the down arrow of the drop down box (see arrow above) and
select the school for which you will be entering information. If you are entering information for
a non-school site such as the district’'s Administration Office or Maintenance Office, select the
district in the drop down box. The district is designated by the word (District) in front of the
district name. Then, click |ADD]. As you add schools/sites into your energy expenditure plan,
the name of the school is removed from the list of schools so you do not select the same

school/site again.

The schools listed in the drop down box are taken from CDE and may include some schools that
may have already been closed. Do not enter the name of a closed school.

First Schools/Site Subsection: Site

Once you click above, the screen will expand and look like this:

CALIFORNILA R— —
ENERGY COMMISSION Energy Expenditure Plan Online BETA!
EXPEMNDITURE PLAN

PROFILE

| & LEA summary

€ Expenaiture Plan & Site Summary €©) Review & Submit

ur Calfomia Representative

Quick Link: # Find Yo

- Site Name: [Soiar High | ¢S Gade: [00000D00000000

- mddrems | - ity [Sesramen = - 2o [o583s

* Assembly District

SITE LEVEL SIR:

enchmarking Efficianc vy Measu re

Power Purchase Agreemants =

Project Date

= Estimated Project Start Dats = Estimated Project Complstion Date

2/8/2016 Crmmudd yyywd 2/8/2015 CmmuddS vy )

* Measurs Savings Source: |[—-Select—— ~]

* Energy Efficiency Narrative Description

[ Back 7o e=F Summary | | SAVE CURRENT FROCESS | | COMPLETE SME | | DELETE SCHOOL

a. Site Name: This field is automatically populated if a school was selected and added
from the Schools/Site section. If you have selected a district non-school, this field will
be blank. You may then key in the name of the site. For example, if you are keying
in information on the Administration Building, you may type in Administration
Building in this field.

b. CDS Code: This field is automatically populated from your selection from the
previous page.
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Address: Enter the physical or mailing address of this school or site where your LEA
plans to implement this energy project.

City: This is an automatically populated field and shows the name of the city where
this school or site is located.

Zip Code: This is an automatically populated field and shows the ZIP code of the
school or site where this project is proposed.

Assembly District: Enter the Assembly District in which the school/site is located. If
you don’t know the LEA’s Assembly District, click on the Find Your California
Representative link on the upper left-hand corner or click on this

link http://findyourrep.legislature.ca.gov/. Complete the address information and
the Assembly and Senate Districts are identified.

Senate District: Enter the Senate District in which the school/site is located. If you
don’t know the LEA’s Senate District, click on the Find Your California
Representative link on the upper left hand corner or click on this

link http://findyourrep.legislature.ca.gov/. Complete the address information and
the Assembly and Senate Districts are identified.

Congressional District: Enter the Congressional District in which the school/site is
located. If you don’t know the LEA’s Congressional District, click on the following
link in house.gov, http://www.house.gov/representatives/find/ You may have to

enter your zip code + 4 or a specific address to find your specific Congressional
District out of a possible list of Congressional Districts.

Site Level SIR: The SIR is automatically calculated for you from other fields you will
enter in subsequent subsections and reflects the combined SIR for all of the measures
proposed for the energy project at this school or site. The SIR requirement of 1.05 no

longer pertains to the site level SIR.

Project Date:

j-

Estimated Project Start Date: Enter the estimated date your LEA plans to begin
implementing the eligible energy project. Please use the format mm/dd/yyyy to enter
the date. A calendar pop-up has been provided. The Project Start Date should occur
before the Project Completion Date. This will be validated by the system.

Estimated Project Completion Date: Enter the estimated date when your LEA plans
to complete the eligible energy project at this school or site. Please use the
mm/dd/yyyy format to enter the date. A calendar pop-up has been provided for
your use. The Project Completion Date should occur after the Project Start Date. This
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will be validated by the system.

I. Measure Savings Source: From the drop-down menu, select the source your LEA
used to identify the energy savings and costs for the listed energy measures for the
school or site energy project.

Energy Efficiency Narrative Description:

Enter a description of the current condition of the school or site and the overall energy
efficiency measures being implemented. If you are also proposing an LEA-owned
Photovoltaic (PV) or Power Purchase Agreement (PPA) measure for this school or site,
describe the energy efficiency measures previously implemented, and why this school or
site is a good candidate for a LEA-owned PV or PPA measure.
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Second School/Site Subsection: Benchmarking

CALIFOR
EMERGY

18,

CMMISSION Emergy Expaenditure Plan Onfineg BETAL

B =4 Eummery

a Exp=ndiuns Flan & 3he Summany

Dok ks Find Voer Caliomila Fapnkberaaci

« iem Wawa: | Sl cigr |cosrose: |mumaasssseas
* bcideman: | ] ‘ony: [ Bacananns | <o [wsans

SITE LEVEL EIR: 4.56

=4 Sency Mocsuas Phectorecticic Power Punfoac Agreomenita Susnary

o | o Smardzr: Ofs asfzslats mlzesizd e oo Eresizhesessd ksasd femii, @ Baleg Seemsr Sarifizsban
- ! ey e roguinesl

= Ezuzrz Foclogs = ScfoclEos (mam = Bnorgy =il Mimzal toae |—=Ssizsiee ]

¥ vou e TOTR BT S RCHS. O CEE BCoTuE CuTO. SR Daseace B st
Bt Uity Bt LGNy Acsmurd S

Sz Uiy Sz LDy Aocent &

P LT B TSR, TR STOUTI0N, S LariTing S STROSTN. For EOE Wie B iy DOKTY, SRS COITE, S STy Empoe
=T

a.

Avcrogs Prok Doeond (R

e Sil= Sorarclion [ )

kearh Purchas=d "rom Lol v
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Total Anrael Pusd Cd Las (6= ] Total Ancusl Fusd ol Charges E

THE FOLLOWING SECTIDNS WILL EE CALCULATED AUTOHATICALLY

Emmrgy Usm Intenmity Colculetos

Elmctricity Meturol Gon Dthar rusls
e [ =
E== v

Enmrgy Conks /SR Vmer: Enmrgy Unm{Kbba] /50 Year:
| BACHTEEER SUMMARY | | GAVE CURSENT PROCEES | | COMPLETE AME | | DELETE SoeoOL |

Reminder: If the school/site is located in a privately-owned leased facility, a
Building Owner Certification may be required. If the LEA is in a privately-owned or
leased facility that does not have a separate meter or the lease payment includes the

utility cost, submit a certification from the building owner committing to transfer the
cost savings from the energy project to the LEA tenant, through a reduced lease
payment or other form of monetary reimbursement. If the school/site includes
privately-owned leased facilities, please use the drop-down menu and select
“included” to indicate the Building Owner Certification is included in the energy
expenditure plan.
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b. Square Footage of School/Site: Enter the approximate gross square footage of the
school or site where the LEA plans to implement this eligible energy project. “Gross
square footage” is the area of the school or site within exterior walls less any
courtyards or other outdoor areas.

c. Energy Bill Fiscal Year: Enter the fiscal year associated with the energy bills used to
complete the Benchmarking section. Use the drop-down menu to select the fiscal
year. The LEA should use the most recent full fiscal year information. A fiscal year is
designated as July 1 —June 30 of a certain year.

d. Electric Utility: Enter the name of the electric utility provider for this school or site.
Multiple providers may be entered on this line. If the school or site does not have an
electric utility, leave this field blank.

e. Electric Utility Account #: Enter the account number(s) of the school or site provided
by the electric utility provider. Multiple account numbers may be entered on this
line. If the school or site does not have an electric utility, leave this field blank.

f. Gas Utility: Enter the name of the natural gas provider for this school or site.
Multiple providers may be entered on this line. If the school or site does not have a
gas utility, leave this field blank. (Note: Do NOT enter the name of the propane or
fuel oil provider in this field.)

g. Gas Utility Account #: Enter the account number(s) of the school or site provided by
the natural gas, propane, or fuel oil utility provider. Multiple account numbers may
be entered on this line. If the school or site does not have a gas utility, leave this field
blank.

For items (h) thru (r) below, please include all meters, renewable production, and so forth servicing the
school/site. For costs include all utility costs, PPA costs, and third party supplier costs.

h. Average Peak Demand (kW): Enter the average peak demand of this school or site
from the previous fiscal year electric bills. To determine this number, review the
previous fiscal year bills for the school or site. (For example, if the energy
expenditure plan is submitted in fiscal year 2015-2016, use the bills from 2014-2015.)
Calculate this number by averaging the peak demand values. If the school or site has
multiple electric meters, then the peak demand of each meter should be summed
before averaging. If the utility bills for this school or site do not include electric peak
demand information, then leave this field blank.

i. On-Site Generation (kWh): If the school or site has PV on-site electric production,
enter the total electric generation from the solar or PV systems at the school or site. If
the solar installation is financed by a PPA, enter the purchased kWh from the PPA
bills. Also, many LEAs may have school-owned PV systems. In this case, your solar
production tracking systems can provide this information. Enter the total annual
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electric usage value on this field. If the school or site does not have a PV system,
enter 0.

kWh Purchased from Utility (kWh): Enter the total electricity consumption of this
school or site that is purchased from your local utility provider in the previous fiscal
year. Calculate this value by adding the electric usage stated in each of the previous
fiscal year electric bills. If the school or site has multiple electric meters, then add the
annual electric usage for all meters If the school or site does not use electricity, enter
0 into this field.

Total Annual Electric Use (kWh): This is an automatically calculated field from the
information entered from items (i) and (j).

Total Annual Gas Use (therms): Enter the total annual natural gas usage of the
school or site from the previous fiscal year natural gas bills. Calculate this value by
adding the natural gas usage from each of the previous fiscal year’s bills. If the
school or site has multiple natural gas meters, then add the annual natural gas usage
for all meters at the school or site to obtain the correct natural gas usage value to
enter on this field. If the school or site does not use natural gas, enter 0.

. Total Annual Propane Use (gals): Enter the total amount of propane in gallons used
by the school or site from the previous fiscal year propane bills. Calculate this value
by adding the gallons of propane usage from the previous fiscal year’s bills. If the
school or site has multiple propane services, then add the annual propane usage for
all services to obtain the correct number of gallons to enter in this field. If the school
or site does not use propane, enter 0.

Total Annual Fuel Oil Use (gals): Enter the total amount of fuel oil used in gallons
by the school or site from the previous fiscal year fuel oil bills. Calculate this value
by adding the gallons of fuel oil usage from the previous fiscal year bills. If the
school or site has multiple fuel oil services, then add the annual fuel oil usage for all
services to obtain the correct number of gallons to enter on this line. If the school or
site does not use fuel oil, enter 0.

Total Annual Electric Charges ($): Enter the total annual electricity cost for the
school or site from the previous fiscal year electric bills. A fiscal year is designated as
July 1 - June 30 of a certain year. The LEA should use the most recent full fiscal year
information. Calculate this value by adding the dollar charges for electricity stated in
the previous fiscal year bills. If the school or site has multiple electric meters, then
add the dollar charges for electricity for all meters on the school or site to obtain the
correct dollar amount to enter on this field. If the school or site has an existing PPA,
then add the dollar charges for electricity from the existing PPA. If the school or site
does not use electricity, enter 0.

Total Annual Gas Charges ($): Enter the annual total natural gas cost for the school
or site from the previous fiscal year natural gas bills. A fiscal year is designated as
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July 1 —June 30 of a certain year. Calculate this value by adding the dollar charges
for natural gas stated in the previous fiscal year bills. If the school or site has
multiple natural gas meters, then add the annual dollar charges for natural gas for all
meters on the school or site to obtain the correct dollar amount to enter on this line.
If the school or site does not use natural gas, enter 0.

Total Annual Propane Charges ($): Enter the total annual propane cost of the school
or site from the previous fiscal year propane bills. The LEA should use the most
recent full fiscal year information. A fiscal year is designated as July 1 — June 30 of a
certain year. Calculate this value by adding the dollar charges for propane stated in
the previous fiscal year bills. If the school or site has multiple propane services, then
add the annual dollar charges for propane for all services to obtain the correct dollar
amount to enter on this field. If the school or site does not use propane, enter 0.

Total Annual Fuel Oil Charges ($): Enter the total annual fuel oil cost of the school or
site from the previous fiscal year fuel oil bills. The LEA should use the most recent
full fiscal year information. A fiscal year is designated as July 1 — June 30 of a certain
year. Calculate this value by adding the dollar charges for fuel oil stated in the
previous fiscal year bills. If the school or site has multiple fuel oil services, then add
the annual dollar charges for fuel oil usage for all services to obtain the correct dollar
amount to enter on this field. If the school or site does not use fuel oil, enter 0.

Energy Use Intensity Calculator (All automatically calculated fields):

This section is automatically calculated based on the information entered in the
Benchmarking subsection.

S.

WI/SF (watts per square foot): This signifies the electricity demand intensity of the
school or site. The value automatically calculates for you from the Average Peak
Demand and Square Footage of School/Site you provide.

kWHh/SF (kilowatts per square foot): This signifies the electricity use intensity of the
school or site. The value automatically calculates for you from the Total Annual
Electric Use and Square Footage of the School/Site you provide.

Cost/SF (dollar cost per square foot): This signifies the electric cost intensity of the
school or site. The value automatically calculates for you from the Total Annual
Electric Charges and Square Footage of School/Site you provide.

Therms/SF (therms per square foot): This signifies the natural gas use intensity of the
school or site. The value automatically calculates for you from the Total Annual Gas
Use and Square Footage of School/Site you provide.

Cost/SF (cost of gas per square foot): This signifies the natural gas cost intensity of
the school or site. The value automatically calculates for you from the Total Annual
Gas Charges and Square Footage of School/Site you provide.
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X.

aa.

Gals/SF (gallons of propane and fuel oil per square foot): This signifies the propane
and fuel oil use intensity of the school or site. The value automatically calculates for
you from the Total Annual Propane Use, Total Annual Fuel Oil Use, and Square Footage
of School/Site you provide.

Cost/SF (cost of gas per square foot): This signifies the propane and fuel oil cost
intensity of the school or site. The value automatically calculates for you from the
Total Annual Propane and Fuel Oil Charges and Square Footage of School/Site you
provide.

Energy Costs/SF/Year (total energy costs per square foot per year): This equals the
total energy cost intensity of the school or site. The value automatically calculates for
you from the total charges for all energy sources and Square Footage of School/Site you
provide.

Energy Use (kBtu)/SF/Year (total energy usage from all sources per square foot per
year): This equals the total source energy use intensity of the school or site. The value
automatically calculates from the total energy use and Square Footage of School/Site
you provide.
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Third School/Site Subsection: Efficiency Measure
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Note on Access Compliance Requirements: Some energy projects may be required to include
accessibility upgrades outside the scope-of-work area. LEAs may include the costs of these
accessibility upgrades to their Prop. 39 projects as long as the Savings-to-Investment Ratio (SIR)
requirement of 1.05 is met. To help LEAs determine the various requirements for eligible
energy measures and possible exemptions, the Division of State Architect (DSA) provides
resources and guidelines on its website

at http://www.dgs.ca.gov/dsa/Programs/progSustainability/prop39.aspx.
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a.

Proposition 39 Share for Energy Efficiency Measures ($): Enter the total dollar
amount of Proposition 39 award funds your LEA proposes to use to implement all
energy efficiency measures at this school or site.

Energy Measure Detail:

b.

Energy Efficiency Measure: From the drop-down menu, select the type of energy
efficiency measure your LEA plans to implement. If the exact energy efficiency
measure is not present, please choose the energy efficiency measure from the drop-
down menu that most closely resembles the measure to be implemented. Select the
efficiency measures carefully because the effective useful lives for each measure may
be different. If no measure closely matches, please contact the Proposition 39 hotline
for additional assistance.

Pre/Post Description: Enter further description of the energy efficiency measure.
The maximum number of characters you can enter in this field is 256.

Demand Savings (kW): Enter the demand savings from the information contained in
the Measure Savings Source (for example, energy savings calculator, energy audit,
combination of both) your LEA is using for this energy efficiency measure. If this
energy efficiency measure has no demand savings, leave this field blank.

Annual Electric Savings (kWh): Enter the electric savings from information
contained in the Measure Savings Source (for example, energy savings calculator,
energy audit, combination of both) your LEA is using for this energy efficiency
measure. If this energy efficiency measure has no electric savings, leave this field
blank.

Annual Natural Gas Savings (therms): Enter the annual natural gas savings from
information contained in the Measure Savings Source (for example, energy savings
calculator, energy audit, combination of both) your LEA is using for this energy
efficiency measure. If the energy efficiency measure has no natural gas savings, leave
this field blank.

Annual Propane Savings (gallons): Enter the annual propane savings from
information contained in the Measure Savings Source (for example, energy savings
calculator, energy audit, combination of both) your LEA is using for this energy
efficiency measure. If the energy efficiency measure has no propane savings, leave
this field blank.

Annual Fuel Oil Savings (gallons): Enter the annual fuel oil savings from
information contained in the Measure Savings Source (for example, energy savings
calculator, energy audit, combination of both) your LEA is using for this energy
efficiency measure. If the energy efficiency measure has no fuel oil savings, leave this
field blank.
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Measure SIR: This is an automatically calculated field that reflects the SIR for each
energy efficiency measure entered.

Annual Energy Cost Savings ($): Enter the total annual energy cost savings from
information contained in the Measure Savings Source (for example, energy savings
calculator, energy audit, combination of both) your LEA is using for this energy
efficiency measure. If the energy efficiency measure includes both electricity and fuel
cost savings, include the total of these cost savings.

. Measure Cost ($): Enter the total cost for implementing this energy efficiency
measure at this school or site.

Rebates ($): Enter the total dollar amount of rebates your LEA will apply to this
energy efficiency measure. Rebates are considered utility rebates or other incentives
that reduce the project cost.

. Other Non-Repayable Funds ($): Enter the total dollar amount of other non-
repayable funds your LEA will apply to this energy efficiency measure (other than
Proposition 39 award funds). Non-repayable funds include bond funding, deferred
maintenance, general operation budgets, and other funds used to finance the project.
This is funding that does not need to be repaid by the LEA.

Total Leveraged Funding ($): This is an automatically calculated field. This is the
total amount of rebates and other non-repayable funds entered.

Once all the information in the Efficiency Measure Detail has been entered, click as shown
below. Then repeat the entire process until all the energy efficiency measures for this school or
site have been entered.

A list of errors will be generated if any required information is not included when the
button is clicked. These errors will need to be addressed before the energy efficiency measure
can be added. Important Note: Clicking JADD) does not save the changes to the energy
expenditure plan. Please use the SAVE CURRENT PROCESS| button to manually save
changes. Leaving the energy expenditure plan without using the SAVE CURRENT]

button will result in the loss of the added energy efficiency measures.

It is important to click first before clicking the SAVE CURRENT PROCESS] button or
your measures will not be added and saved.
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As new energy efficiency measures are entered, each will be listed in the Efficiency Measures

Summary (see below.)

= Energy Efficiency Me
* Pre/Post description

33 T temsergs Fimbisre i Sebie T-T Fven

Cwy
hewwing

(thaerms)
(galions)

tanilons)

A T R

= Annual Energy Cost Savings

cnst

spayable Funds

Toral Leveraged Funding

T i e nraie

P

| BACK TO EEF SUMMARY | | SAVE CURRENT PROCESS | [ COMPLETE SITE | [ DELETE SCHOOL

- To update or revise information in a measure, select the measure in the Efficiency
Measures Summary. Make the necessary revisions in the data, then click . A list of
errors will be generated if any required information is not included when the Update button is
clicked. These errors will need to be addressed before the energy efficiency measure can be

updated. Once the update has been completed, click CLOSE|

DELETE - To delete an efficiency measure that may have been keyed in error, select the
measure in the Efficiency Measures Summary, then click DELETE|.

Updating and deleting energy measures does not automatically save changes to the energy
expenditure plan. Be sure to use the[SAVE CURRENT PROCESS button to manually save
changes to the energy expenditure plan. Leaving the energy expenditure plan without using
the SAVE CURRENT PROCESS] button will result in the loss of all changes that have just
been made.

Efficiency Measure Detail
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Fourth School/Site Subsection: Photovoltaic

Energy Expenditure Plan Online BETA!
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Photoveltaic Project Summary

P Photowvattaic Data.

Note: This section is to be used only for LEA-owned PV systems. To complete this section,
the LEA will need to obtain information from its measure savings source. An example of a
measure saving sources is an energy audit from a solar consultant or vendor, or from the
Energy Commission energy savings calculator.

Note on Access Compliance Requirements: Some energy projects may be required to include
accessibility upgrades outside the scope-of-work area. LEAs may include the costs of these
accessibility upgrades to their Prop. 39 projects as long as the SIR requirement of 1.05 is met.
To help LEAs determine the various requirements for eligible energy measures and possible
exemptions, the Division of State Architect (DSA) provides resources and guidelines on its
website at http://www.dgs.ca.gov/dsa/Programs/progSustainability/prop39.aspx.
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a.

Proposition 39 Share for Photovoltaic Measures ($): Enter the total dollar amount of
Proposition 39 award funds your LEA proposes to use to implement all photovoltaic
measures at this school or site.

Photovoltaic Detail:

b.

Effective Useful Life: Select the effective useful life for the LEA’s PV system. If 25
years is selected, the LEA must include a signed performance warranty from the PV
vendor with its supporting documents.

PV System Size (kW AC): Enter the alternating current (AC) power rating of the PV
system proposed for installation at the school or site. Refer to the Measure Savings
Source used for this PV measure.

Inverter Size (kW): Enter the total inverter capacity in kilowatts of all the inverters
associated to the PV measure.

Year 1 Production (kWh): Enter the first year energy production of this PV system as
projected in the Measure Savings Source (for example, energy savings calculator,
energy audit, combination of both) your LEA is using for this PV measure. If the PV
vendor provides a performance guarantee, enter the annual unit production
consistent with your performance guarantee. If you do not have a performance
guarantee, calculate your annual kWh production by multiplying 1,500 kWh/kWac
by the system size (kWac.) This is a statewide average based on the California Public
Utility Commission (CPUC) and the Energy Commission performance evaluations.

Demand Savings (kW): Enter the demand savings associated with this PV system
from information contained in the Measure Savings Source (for example, energy
savings calculator, energy audit, combination of both) your LEA is using for this PV
measure.

Measure SIR: This is an automatically calculated field. This is the savings-to-
investment ratio for the PV system measure based on the information you provide.

Year 1 Energy Cost Savings ($): Enter the first year energy cost savings of this PV
system as projected in the Measure Savings Source (for example, energy savings
calculator, energy audit, combination of both) your LEA is using for this PV
measure.

Measure Cost ($): Enter the total cost to implement the PV system as projected in the
Measure Savings Source (for example, energy savings calculator, energy audit,
combination of both) your LEA is using for this PV measure.

Rebates ($): Enter the total amount of rebates and grant funds (other than
Proposition 39 award funds) that will be applied to the PV measure. Rebates are
considered utility rebates or other incentives that reduce the project cost.
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k. Other Non-Repayable Funds ($): Enter the total dollar amount of other non-
repayable funds your LEA will apply to this photovoltaic measure (other than
Proposition 39 award funds). Non-repayable funds include bond funding, deferred
maintenance, general operation budgets, and other funds used to finance the project.
This is funding that does not need to be repaid by the LEA.

I.  Total Leveraged Funding ($): This is an automatically calculated field. This is the
total amount of rebates and other non-repayable funds entered.

Once all the information in the Photovoltaic Detail has been entered, click . Then repeat the
entire process until all the PV measures for this school or site have been entered.

A list of errors will be generated if any required information is not included when the
button is clicked. These errors will need to be addressed before the PV measure can be added.
Important Note: Clicking does not save the changes to the energy expenditure plan.
Please use the[SAVE CURRENT PROCESS button to manually save changes. Leaving the
energy expenditure plan without using the SAVE CURRENT PROCESS| button will result in
the loss of the added PV measures.

It is important to click first before clicking the SAVE CURRENT PROCESS] button or
your measures will not be added and saved.

As PV measures are entered, each will be listed in the Photovoltaic Project Summary.

To update or delete a PV measure, follow the same procedures for updating or deleting
measures as shown in the Third School/Site Subsection: Efficiency Measure. A list of errors will
be generated if any required information is not included when the Update button is clicked.
These errors will need to be addressed before the PV measure can be updated.

Updating and deleting PV measures does not automatically save changes to the energy
expenditure plan. Be sure to use the SAVE CURRENT PROCESS| button to manually save
changes to the energy expenditure plan. Leaving the energy expenditure plan without using
the SAVE CURRENT PROCESS] button will result in the loss of all changes that have just
been made.
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Fifth School/Site Subsection: Power Purchase Agreements
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Note on Access Compliance Requirements: Some energy projects may be required to
include accessibility upgrades outside the scope-of-work area. LEAs may include the costs of
these accessibility upgrades to their Prop. 39 projects as long as the SIR requirement of 1.05 is
met. To help LEAs determine the various requirements for eligible energy measures and
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possible exemptions, the DSA provides resources and guidelines on its website
at http://www.dgs.ca.gov/dsa/Programs/progSustainability/prop39.aspx .

a. Proposition 39 Share for Power Purchase Agreements ($): Enter the total dollar
amount of Proposition 39 award funds your LEA proposes to use to implement all
power agreement measures at this school or site.

Power Purchase Agreement Detail:

b. PV Size (kW AC): Enter the alternating current (AC) power rating of the clean
energy generation system proposed at the school or site.

c. Peak Demand Savings (kW): Enter the estimated peak demand savings based on the
proposed system size and location.

d. Year 1 Production (kWh): Enter the estimated annual electricity production in kWh
based on the proposed system size and location.

e. Term of the PPA Agreement: Enter the number of years of the PPA agreement
between the PPA vendor and the LEA (for example, 15 years, 20 years, and so forth).

f. PV Production as % of LEA School Site Annual Electricity Use (%): Enter the
percentage of the first year’s (12-month) production estimate to the most recent 12-
month annual electricity use of the site by dividing the former by the latter.

g. First Year PPA Electricity Cost ($): This is the electricity cost paid by the LEA to the
PPA developer. This is considered to be the measure cost for the LEA to obtain the
electricity cost savings from the PPA. Any non-electricity costs paid by the LEA
using Proposition 39 funds, such as project development costs, must be included.

h. % Price Discount Offered on Price First Year (%): Calculate the weighted average
electricity price for last year’s utility bills and the weighted average price paid by the
LEA for the purchased electricity, then calculate and enter the percentage discount of
the electricity price savings. For example, if the weighted average of electricity price
is 20 cents and the weighted average price paid by the LEA for the purchased
electricity is 16 cents, the difference between the two is 4 cents. To get the percentage
price discount, divide 4 cents by 20 cents, and you will get 20 percent. In this
example, enter 20 in this field.

i. PPA Electric Price Escalation (%): Enter the energy cost escalation rate that was
agreed to in the PPA. The escalation rate should not exceed 3 percent nominal.
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j. NPV of Utility Cost Savings ($): Net present value of the difference between the
annual electricity cost paid to the utility immediately before and after the PPA
agreement.

k. NPV of Payment to PPA Vendor ($): Net present value of electricity cost paid to the
PPA vendor over the term of the PPA agreement.

1. NPV of Prop 39 Contribution ($): Net present value of the total Proposition 39
contribution to this PPA agreement. Future year contribution shall be discounted to
the current year’s value.

m. PPASIR: This SIR will be automatically calculated based on the PV production and
cost information provided in items j, k, and 1 above.

Once all the information in the PPA Detail have been entered, click . Then repeat the entire
process until all the PPA measures for this school or site has been entered.

A list of errors will be generated if any required information is not included when the
button is clicked. These errors will need to be addressed before the PPA measure can be added.
Important Note: Clicking does not save the changes to the energy expenditure plan.
Please use the[SAVE CURRENT PROCESS button to manually save changes. Leaving the
energy expenditure plan without using the SAVE CURRENT PROCESS] button will result in
the loss of the added PPA measures.

It is important to click first before clicking the SAVE CURRENT PROCESS| button or
your measures will not be added and saved.

As PPA measures are entered, each will be listed in the Power Purchase Agreements Summary.

To update or delete a PPA measure, follow the same procedures for updating or deleting
measures as shown in the Third School/Site Subsection: Efficiency Measure. A list of errors will
be generated if any required information is not included when the Update button is clicked.
These errors will need to be addressed before the PPA measure can be updated.

Updating and deleting PPA measures does not automatically save changes to the energy
expenditure plan. Be sure to use the SAVE CURRENT PROCESS| button to manually save
changes to the energy expenditure plan. Leaving the energy expenditure plan without using
the SAVE CURRENT PROCESS] button will result in the loss of all changes that have just
been made.
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Sixth Subsection: Summary
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All information in the Summary Tab is calculated automatically based on the information keyed
into the energy expenditure plan.

Savings Summary:

a.

Total Demand Savings: This field is automatically calculated to reflect the total
demand savings for the energy efficiency measures and PV system measures
proposed for the school or site.

Total Annual Electric Savings: This field is automatically calculated to reflect the
total electric savings for the energy efficiency measures and PV system measures
proposed for the school or site.

Total Annual Natural Gas Savings: This field is automatically calculated to reflect
the total natural gas savings for these energy efficiency measures proposed for the
school or site.

Total Annual Fuel Oil Savings: This field is automatically calculated to reflect the
total fuel oil savings for these energy efficiency measures proposed for the school or
site.

Total Annual Cost Savings: This field is automatically calculated to reflect the total
energy cost savings associated with energy efficiency measures, both electricity and
fuel, and PV system measures proposed for the school or site.

Total Annual Propane Savings: This field is automatically calculated to reflect the
total propane savings for these energy efficiency measures proposed for the school
or site.

Cost & Rebates:

g.

Total Project Cost: The total project cost of energy efficiency measures and PV
measures proposed for the school or site. This field is automatically calculated based
on information provided in the input fields.

Total Prop 39 Share: This amount is automatically calculated to reflect the total
amount of Proposition 39 award funds to be used for the energy measures proposed
to be implemented for the energy project at this school or site.

Total Cost Paid Under PPA: This amount is automatically calculated to reflect the
total amount spent under PPAs applicable to the school or site.

Total Rebates: This is automatically calculated to reflect the total amount of rebates
for energy efficiency measures and PV measures proposed for the school or site
based on the information you provide in the input fields.

Total Other Non-Repayable Funds: This is automatically calculated to reflect the
total amount of other non-repayable funds for energy efficiency measures and PV
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measures proposed for the school or site based on the information you provide in
the input fields.

ALL INFORMATION IN THE SUMMARY TAB IS CALOULATED AUTOMATICALLY.
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Once you have entered all the information for the school/site, click on the ICOMPLETE SITE|
button. A list of errors will be generated if any required information is not included when the
ICOMPLETE SITE button is clicked. These errors will need to be addressed before the site can
be completed. If you need to enter information for additional schools/sites, use the same
procedure as listed in the Schools/Sites section in this handbook.
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BACK TO LEA SUMMARY | [ SAVE CURRENT PROCESS | [ REVIEW EEP

Conditions of Use | Privacy Policy
Decisions Pending and Opportunities for Fublic Participation

‘Copyright © 19842012 California Energy Commission, All Rights Reserved

State of California, Edmund G. Brown Jr_. Govemor

Once you have entered all the information for all schools/sites, you must upload all supporting
documentation to validate all energy savings calculations in the Supporting Documents section.
Appendix A lists examples of supporting documents that need to be uploaded with your
energy expenditure plan.

You may upload supporting documents in two ways. Depending on what browser you are
using, you may upload files by dragging and dropping files into the Supporting Documents
section or clicking on the SIEMQglle] button. Below are the two ways you may upload your
supporting documents:

Drag and Drop Files — Drag and drop files simply by opening the folder on your computer that
contains your energy expenditure plan documents and dragging and dropping the files into
Energy Expenditure Plan Online where it says “Drop files here.”

Maximum flle size: 50 MB
Allewed fle type. 2ip, pdf, doc, docx, xls, xisx, ppt, pptx, i, b, ipg, jpeg. B, 4, gif

Supporting Documents @
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Select Files — The following is the process to upload files by selecting files from your computer

Supporting Documents @

Please select file(s) to upload.

. B
Allowed file type: zip, pdf, doc, doc, xis, xlsx, ppt, pptx, rif, tt, jpg, jpea, i, tiff, gif

Click S a=]lE]

Look in: [ () Energy Bxpendturs Plan = O® e Er
[®iBackup Doc Ldac

Buukup Doc 2.doc
@UTiIiTy_Dclm_Rele.ﬂse_Aerhur'imTiun_Fur'm‘pdf

Desktop
e CDS Code
0110017114896

I
My Documents

Estimated Total:

My Computer

My Networe  File name [
Places nuested in this expenditure PIg

Files of typs |21 Fies )

Select the file you need to upload. Then click -
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Your files will appear in the system as shown below. Note that once the files are in Energy
Expenditure Plan Online, you will not be able to change them. If you need to make changes to
any of the files, make revisions to the files on your computer and then re-upload those revised
files. Note: Newer files with the same file name as the one in the upload screen will
automatically overwrite the older file.

Supporting Documents @

Warkload.xls (ponding)

Upload
Maximum file size: ~50 MB
Allowed file type: 2ip, pdf, doc, docx, xis, xax. pet, potx, o, bt jog. jpeg, b, il gif

Click the [$]gJlefsle] button to upload the supporting documents. Click the button if you
do not want to upload the selected file.

CHLIELEY ULl £ L

Supporling Documents @

Please select file(s) to upload.

Maximum file size: ~50 MA
Nlowed file bype: 2in, pdf, doc. docc s, xis. pet, pobe, it b ipa. ipea, b, §i, of

Tracking Sheel 050412.xs

Once a file has been uploaded, you will still have the option to delete that file. Click on the
DELETE button to delete files that have already been uploaded, but you do not want to submit.
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Third Section: Job Creation

CALIFORNIA
ENMERGY COMM|SSION

Energy Expenditure Plan Online BETA!

LEA PROJECT SIR: 4.9

L& Kuma: Ecler Hgh LEA Code: DD0COD00000000

Energy Planning & Training Schoals/Sibes Job Creation Certifications

Apprenticeship Information Budget Estimated Apprenticeship Job-Years Created
Aparenticeships o o

Please list any state-certified apprenticeship programs being used:

Lrant Amount Heguest: 50000

Wil this project be subject to a community benefits agreement, communiy workfaroe agreement, or ather
mechanism that defines projedt co-benefits?

Add Other Trainee Position to EEP

Other Traimee Pasition Tile Estimated Other Traines Jabs Created

Other Trainee Position(s)

o Ohesr Traimss Positon Dota.

THE FOLLOWING SECTIONS WILL BE CALCULATED AUTOMATICALLY

Type of Project Budget Estimated érect Job-Years Creabhed
Energy Efficiency 5 | Do 0
Renewable Energy % | oo o
Oean Advanoer Distributed Energy £ ]
Total: | 0

. .
arsbiora of lan | Brivacy Py

Dacirizen 0 C i ot Pl Pt priad,

ot S b Er e Earraiie, 4 B Bt

P A ——

Once you have entered all of the school/site information and uploaded your supporting
documentation, you are now ready to complete your energy expenditure plan. Click on the Job
Creation section and enter the following:
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Apprenticeships — Budget: Enter the estimated Proposition 39 funds your LEA plans
to allocate to apprenticeship positions under this energy expenditure plan. If
unknown, leave blank.

Estimated Apprenticeship Job-Years Created: This is an automatically calculated
field based on the budget you entered.

Please list any state-certified apprenticeship programs being used: This field is for
the LEA to list all state-certified apprenticeship programs being used to implement
energy efficiency measures. If unknown, leave blank.

Will this project be subject to a community benefits agreement, community
workforce agreement, or other mechanism that defines project co-benefits? This is a
drop down menu. Please select “yes” on the drop down menu to indicate that the
project is subject to community benefits agreements, community workforce
agreements, or other mechanisms that define project co-benefits. If unknown, select

" 4

no.

Add Other Trainee Position to EEP:

e.

Other Trainee Position Title: Enter the titles of trainee positions your LEA will use
in addition to apprenticeship positions. If unknown, leave blank.

Estimated Other Trainee Jobs Created: Enter the number of Other Trainee Jobs
created for each trainee classification. If unknown, leave blank. Then click [ADD.

Other Trainee Position(s): This field is automatically populated by the information
entered in the “Add Other Trainee Position to EEP” field below.

e To edit information that has been entered, click the Edit link and make the

necessary revisions to the title and/or estimated jobs created. Then, click
. To cancel an update, click -

e To delete information already entered, click Delete to delete. A pop-up
saying “Are you sure you want to delete this position?” will appear. Click

@ or whichever is appropriate.

The following are automatically calculated fields based on information entered in the
Schools/Site section:

h. Energy Efficiency — Budget: This is an automatically calculated field. This is the sum

of the amounts entered in the Proposition 39 Share for Energy Efficiency Measures in
the Efficiency Measure section from all school/sites you entered in the energy
expenditure plan.
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i. Renewable Energy — Budget: This is an automatically calculated field. This is the sum
of the amounts entered in the Proposition 39 Share for Photovoltaic Measures fields
in the Photovoltaic section and the Proposition 39 Share for Power Purchase
Agreements fields in the Power Purchase Agreements section for all school/sites.

j.  Clean Advanced Distributed Energy — Budget: This is an automatically calculated
field. This is the estimated Proposition 39 award funds allocated to Clean Advanced
Distributed Energy measures under this Expenditure Plan.

k. Estimated Direct Job-Years Created: These fields will automatically calculate from
the budgeted amounts in each Type of Project category.

Fourth Section: Certifications

Energy Expenditure Plan Online BETA!

CALIFORNIA
% @ ENERGY COMMISSION
GOV EXPENDN

TURE PLAN PROFILE ABCUT

| o LEA Summary 0 Expenditure Plan & Site Summary Rewview & Submit

LEA PROJECT SIR: 0.00

LEA Uode: 0000000000000

LA Rama: Eoiar High

Energy Planning & Training Schoals/Sihes Jah r_'r\cztmr

THe LA, Peilweed Ene Fraosaiion 16 Guissines mpe=isg slighie enamgy project preniinben conedamsbisr

Grant Amoust Hsquest: 0,00

The LA oilowed Ene guiislines mgursing aequercisg of faciiky smprzvemasi

e LA cormenibs o uss Exe fands & wed ir. e energy axpendRars gl

LEA commenits b irformatize inciuds in bram and cameck Bassd o Ehe Seat of Ha LEA' kecasledigs.

e LA comenibs b ol Calforrin Crviner mertal Qualiy A2 (CIGA) reqsiremanin s comalebsd.
e LEA sill chnin DEA worris Cade of Reguistizre, Trils 24
e LA moknzwincgan s2ak Eha s am mabgeck ko Arancial sudi rguinamenis (Pablic Rasseross Coda Sactior 343060a} and JE340{g1

s LEA commibs i comglying with sl reporting reqaicemens.

f t
Fmminder: Flasoe remamier iz Incivde e signed LTy Dais Amsase Asthorizatios Form for yosr sty provider B2 relaase dats iz ihe
Enargy Coswnlion

TYFE Name of Authorized Representative: /57 Date:

EACH T LEA BUMMARY | | 2AVE CURRENT FRocESS | | REVEWEER

Note: This section includes all certifications each LEA must certify to submit an energy
expenditure plan. Each certification has a checkbox. Click the checkbox to confirm acceptance of
each certification. The LEA must certify to all the certifications to receive their Proposition 39
award.
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The LEA followed the Proposition 39 Guidelines regarding eligible energy project
prioritization considerations. This certifies that your LEA followed the project
prioritization guidelines (11 factors listed in the 2015 Guidelines, Step 3, pages 18-19)
when analyzing energy projects included in this energy expenditure plan.

The LEA followed the guidelines regarding sequencing of facility improvements. This
certifies that your LEA followed the sequencing guidelines (2015 Guidelines, Step 4,
page 20) when analyzing eligible energy projects included in this energy expenditure
plan.

The LEA commits to use the funds for the eligible energy project(s) approved in its
energy expenditure plans. This certifies that your LEA will commit to using the funds
received for eligible energy projects approved in this energy expenditure plan.

The LEA commits that the information included in the application is true and
correct based to the best of the LEA’s knowledge. This certifies that your LEA has
determined the provided information in this energy expenditure plan and
supporting documents are accurate to the best of the LEA’s knowledge.

The LEA commits that all California Environmental Quality Act (CEQA)
requirements are completed. This certifies that the LEA has determined the eligible
energy projects proposed in this energy expenditure plan meet CEQA requirements.

The LEA will obtain DSA project approval as applicable pursuant to California
Code Regulations, Title 24. This certifies that all projects included in this energy
expenditure plan meet DSA requirements, as applicable. DSA energy project
construction compliance resources are found starting on page 33 of the 2015
Guidelines.

The LEA acknowledges that the expenditures are subject to financial audit
requirements (Public Resources Code Section 26206(e) and 26250(g)). This indicates
the LEA understands that expenditures are subject to financial audit requirements.

The LEA commits to complying with all reporting requirements. This indicates the
LEA will comply with Proposition 39 reporting requirements in Step 8 of the 2015
Guidelines, page 29-32.

TYPE Name of Authorized Representative: /s/: Type the name of the LEA authorized
representative in the field provided. This should be the same authorized
representative entered at the start of the energy expenditure plan (see Create a New
Energy Expenditure Plan.) The Energy Commission accepts this name entry as an
electronic signature. The authorized representative is an LEA employee with
authority to execute the energy expenditure plan and the Utility Data Release
Authorization Form, and to direct or delegate the implementation of the eligible
energy projects on behalf of the LEA. This field is case-sensitive so the name
typed here must exactly match the Authorized Representative specified in the

Energy Planning & Training tab.
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j. Date: Enter the date the energy expenditure plan is signed by the LEA authorized
representative. A calendar pop-up is provided that the LEA may use to fill in the
date.

Review and Submit Your Energy Expenditure Plan

Environment: Acceptance

CALIFORMNIA
ENERGY COMMISSION
GOV

DITURE PLAN PROFILE ABOUT

| o LEA Summary :) o Expenditure Plan & Site Summany e Review & Submit

California Energy Commiasion Proposition 33 Program
Expenditure Plan Summary

Eprrtune fan Semeey
ol Vi I Erpeenture I Subettd Uphor Mutagie Ve [bunsie] Amess Sxenstis Fan

| inl A Bkt e g Crart Ayt et $300,000.00 Eumrte 1324
Apslcsbion infcrmshon

Rl Erhscubon Ageecy LEA] Rurme:  Tasts S Lnfed School Satest

LA 10 s 3ceaemconne
[ E0N & Chaminat Avamue

Leta: -
IProgect Murger: Phezrac

Leta: -

Ermmygy T s wreatan Iorm st (S axsisths for hucsl yewr 20132918 wsard]

D o et Ervargzy Fiarreng Funt

o e gy Rasi Amoust Syt for

Ecipet for | ropowhon 3 Frogre. : Ammoust Sprst for | opowson T3 o Ancs:
kit for ey Mg Ammoust Spu for Eery Messge:
it or Inasng Amoust Spt for Inemng;

Lot

vty Munger wed §rueng
B e gyt Evmeny Misrnazms et hanta s tted i S Exgencrns las Aercert: recunrbg for Erny Mirger
B i g | ez 13 b For arrpy reeated traamng zwta Berrs regueet g o |

e
] mtren mmgaeng ectact gecetaton
5 Trm LA oo e g D Beguencing of | o

5 Tram Lt corremita i Law it For the sepite moem oot eclal RCOFOVECi= B2 me Ty et Dl

5 T LEA commits e infommmtion inciucies in S appication B inse end SoTect baaed S e bed of e LEAs oniecge.

5 Tram Lzt corrert St oo Chasby Act [CRON] reguirmrmmnts arw comphemd.

S Tras LA el st S8, (st mprved 3 s mie st Dot e of e, T 24

B Trm Lo asrweczms et fae mgarcituons o ect i s mtt et (FLas Aeauee Cote Secion 220N ans SESE0
5 Tr L st s compting th il mpstng SegSTEe.

Ramainar: P ru b B 13 frclage s kpnad Lty Farm for paur s an = v Camemtasion

I P = [ T

Sy of Schook S

Once you have completed your energy expenditure plan online, you may review and submit
your energy expenditure plan package. Click on the REVIEW EEP| button and this will allow
you to see a summary of the general information (the summary will look like the old Form A).
The above is a sample of what the review screen looks like. A list of errors will be generated if
any required information is not included when the button is clicked. These errors
must be addressed before the energy expenditure plan can be reviewed.
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Finally, once the energy expenditure plan has been completed and reviewed, the LEA must
click the [SUBMIT| button to submit the energy expenditure plan to the Energy Commission.

Within a few days of receipt, your energy expenditure plan is assigned to an Energy
Commission Project Manager who will send an e-mail receipt confirmation to the specified
authorized representative and specified project manager listed in the energy expenditure plan
and.

Amending an Approved Energy Expenditure Plan

Eligible energy project changes are sometimes unavoidable. If an LEA changes an eligible
energy project after the Energy Commission has approved its energy expenditure plan and the
State Superintendent of Public Instruction (SSPI) has distributed funding, a revised energy
expenditure plan may be required. Any significant change in the approved energy expenditure
plan will require approval of an amended energy expenditure plan. Significant changes
include:

¢ Adding energy efficiency measure(s) and/or clean energy generation not included in the
approved energy expenditure plan.

¢ Deleting energy efficiency measure(s) and/or clean energy generation in the approved
energy expenditure plan.

o Eligible energy project cost increase or decrease by more than 15 percent.

e A change of more than 15 percent in the approved equipment quantity installed. For
example, installing a larger or smaller number of lighting fixtures to adjust to conditions
found during retrofits would require a “change of scope approval” if the number of
fixtures is increased or decreased by more than 15 percent.

e Any increase or decrease in the grant amount requested.

Relocating an approved energy efficiency measure(s) and/or clean energy generation from one
school site to another school site that is not included in the approved energy expenditure plan is
not an allowable amendment. To put it simply, adding new sites that were not in the original
approved energy expenditure plan is not an allowable amendment. In this situation, the LEA is
required to submit a new energy expenditure plan.

Each energy expenditure plan can be amended once per fiscal year. The amended energy
expenditure plan must meet Proposition 39 requirements in place at the time that the
amendment is submitted to the Energy Commission. Similarly, any amended energy savings
calculations using any savings calculators developed by the Energy Commission must be
based on the most recent version.
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To amend an approved energy expenditure plan, an LEA must take the following steps:

1. The LEA authorized representative must e-mail the Energy Commission Project
Manager who approved the energy expenditure plan the LEA is amending.

2. The Energy Commission Project Manager will email an amendment documentation
request to the LEA’s Project Manager and Authorized Representative on record.

3. The LEA will fill out the amendment documentation request indicating the changes they
would like to make to the previously approved energy expenditure plan and email the
completed amendment documentation request back to the Energy Commission Project
Manager.

4. The Energy Commission Project Manager will review the amendment documentation
and confirm that an amendment is required. If the identified changes require an
amendment, the Energy Commission Project Manager will send the previously
approved energy expenditure plan to Energy Expenditure Plan Online.

5. The LEA will find the energy expenditure plan it wants to amend listed in the
Amendments tab as shown below.

Welcome, Santa Ana Unified | Log Out

» CALIFORNIA

%#* ENERGY COMMISSION Environment: Acceptance

EXPENDITURE PLAN PROFILE ABOUT

o LEA Summary e Expenditure Plan & Site Summary e Review & Submit

Applicant Information

Local Education Agency (LEA) Name: LEA CDS Code:
Santa Ana Unified School District 30666700000000
Address: 1601 E. Chestnut Avenue City: Santa Ana Zip: 92701

Active Submitted Approved

No pending energy expenditure plan.

CREATE NEW ENERGY EXPENDITURE PLAN

Decisions Pending
Copyright & 1934-2012 California Energy Comr ts Resel
State of California. Edmund G. Brown Jr.. Governor

6. The LEA must click on the Amendments tab and select the energy expenditure plan to
be amended and make the changes it needs to make by following the same instructions
in this chapter. Once again, please be reminded that new schools or sites cannot be
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added to an approved energy expenditure plan during the amendment process. In this
situation, the LEA must submit a new energy expenditure plan.

7. After completing the changes, the LEA will submit the amended energy expenditure
plan using the same instructions in the Review & Submit Your Energy Expenditure Plan
section found in this chapter.

8. Once submitted, the amended energy expenditure plan will then be transmitted back to
the Energy Commission Project Manager for review.

9. The Energy Commission Project Manager will inform the LEA when the energy
expenditure plan is approved.

Annual and Final Reporting

LEAs are required to submit an annual progress status report for each approved energy
expenditure plan to the Energy Commission, until all eligible energy measures within an energy
expenditure plan are completed.

In addition, LEAs are required to submit a final report 12 — 15 months after the completion of all
energy measures in an energy expenditure plan.

The Energy Commission is currently developing an online reporting process to assist LEAs
comply with the annual and final reporting requirements. The Energy Commission will notify
LEAs when the online reporting process is available for use.
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CHAPTER 3:
Instructions for the Utility Data Release Authorization
and Facility and Service Account Information Forms

Purpose and Background

Public Resources Code 26240(a) requires LEAs receiving Proposition 39 fund awards to
authorize their electric and gas utilities to release past and ongoing energy usage and billing
record data to the Energy Commission. There are two forms that are used to facilitate this
release of data, the Utility Data Release Authorization Form (CEC-12) and the Facility and
Service Account Information Form (CEC-24). These forms must be completed for all utilities
that provide the LEA with electricity or natural gas and submitted to both the Energy
Commission and to the LEA’s utility provider(s) before the LEA’s first energy expenditure plan
can be approved. These forms are not required to be submitted with subsequent energy
expenditure plans unless there is a change in LEA facilities or a request from a utility provider.

The CEC-12 is used by the LEA to authorize and instruct its electric and/or gas utility/utilities to
share the historical energy usage and billing data for the fiscal year (July 1- June 30)
immediately preceding the submission of the LEA’s first energy expenditure plan. This form
also authorizes and instructs the utility to provide this data through the fiscal year ending in
2023. This data will be transmitted to the Energy Commission annually by December 31.

The CEC-24 is used by the LEA to provide the Utility with information on the site(s) under their
jurisdiction and the account numbers corresponding to those site(s). This information is used to
assist in the utility’s identification of the proper data for each LEA. LEAs that have submitted a
CEC-12 prior to March 1, 2015, will not be required to submit the revised CEC-24 unless there is
a change in the number of facilities under their jurisdiction.

Instructions

The CEC-12 and CEC-24 can both be downloaded from the Energy Commission’s Proposition
39 webpage at http:/ /www.energy.ca.gov/efficiency/proposition39/. To avoid delays in
processing their first energy expenditure plan, LEAs should ensure that they are using the most
recent version of the Energy Commission’s CEC-12 and CEC-24.

Both forms are in Adobe Acrobat pdf format. In order to ensure that typed input to the form
can be saved. LEAs should verify that they are using the latest version of Acrobat software prior
to inputting school and facilities” information; this software can be downloaded free of charge
at http://acrobat.adobe.com/is/en/ .
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OTITTY DAL aa or curomu
UTILITY DATA RELEASE AUTHORIZATION FORM — @ FACILITY AND SERVICE ACCOUNT INFORMATION FORM @

AUTHORIZATION TO RELEASE CUSTOMER INFORMATION TO THE LIST OF EVERY ELECTRIC AND GAS ACCOUNT FOR ALL
CALIFORNIA ENERGY COMMISSION ON A CUSTOMER'S BEHALF SCHOOLS AND FACILITIES UNDER A CUSTOMER'S JURISDICTION
FOR PROPOSITION 33 IMPLEMENTATION ONLY As 3 condition af recaiving Propasition 30 funds, the Local Education Agancy (LEA) must identfy the fallowing information for
"THIEIf & | EGALLY SNDING DOCUMENT PLEASE READ IT CAREFUI AL schools and tacitis ndar i s w::amnn  Incompies andlor iraearsts subnission of he infomitin raqursd n thia
B P S READ T CARERULL may resul i3 dayof 0val of the LEA's
Plase Frteriee) ‘A dooe Acrabat saftwars. This SOTWare can b downiosdsd Tree of hargs st NEpeiIacrabat adabs.comiuslent
A it ofth oculd T s e 5 bk by ntorn v Pt esven gt of yout o3 cod i e 08 Cod ild
I am sslocting the "Search” button on the pags found at ntp:/heww.cda.ca goviaisd!
Name and Tite (f apphicable) The forany imput
Does the LEA have more (@) No.
{Gustomer), which has th following mailing 3ddrass: than 41 accountsfrom &
Name of Customer of Record single (ue. PGz uslityr ) Yes
¥ muitipls accounts are the sams 1o copy Facility
Vaiing Adress City suate Zip Code | ‘ ‘ ‘
and do hersby authorizs SchoolF acily Name GOS Number Electric Service Acct#  Natural Gas Service Acct #
Name of Uity | ‘ | ‘ ‘ ‘ ‘
a» Uiy, futura slactric and biling data 38 Service Addresa Gty P Gantact Phans
pecifisd by i
implemanting Proposition 1 [adapted by voters Noember §, 2012, Ssnata 541 73 {Btattes 2013, Chapier 5, Soctons 2.3) nd Senate O | ‘ ‘ ‘
Bill 7 (Statutan 2013, Chaplar 357). Undar thoss ol fo proiin m
he b v e aincrie Frontisn omor Contomtns e CO5 Number Eloctiic Servics Acct#  Natural Gas Service Acct #
jurisdiction to the Energy Commission. Specifically, Public Resources Gods, section 26240, subd. (a statss, “In order to latsr quantify tha | ‘ | ‘ ‘ ‘ | ‘
caats and bansfits of fundsd projects, an antity that raceives funds from tha Job Graation Fund shall 3uthorizs it local slectric and gas T
wtilios to provids 12 monthe of past and angoing atthe achool facilty tha Enargy Commission.™
Tundsratand and accept that any relatsd rslease of customer information can be made part of the public record unlsss the Ensrgy
Commission has dasignatsd the information as confidsntial pursuant to Cafifornia Gode of Regulations, Tile 20, Scctions 2501-2510. O | ‘ ‘
‘SchoollF acility Name D5 Number Eloctric Servics Acct#  Natural Gas Service Acct #
The Utlity and the Ensrgy Commission shall uss best availabls practices to make the required data transmittals in.an agreed upon | ‘ | ‘ ‘ ‘ ‘
slectronic format s specified by the Ensrgy Gommission.
Service Addresa Gty P Gantact Phans

Ths historc data o bs pravidad o the Ensrgy Gommisaion undar his autharization is for the July 1-Juns 30 iscalysar (FY) um

o it et 1y 18 P B e o 5o 3 55 i e o0 O
for: to the Enargy B FY through 2023 no Later choollF acil e mbar Electric Service Acct# Natural Gaa Servica Acct #

gas
than Dacsmber 31 of aach calendar yaar in which the FY snds. | ‘ | ‘

L (print or typs the nams of Gustomers 3uthorzed rspressntative), deciars Servics Address iy TP Cantact Phona
unar penalty of parjury Undsr Ehe s of he Stats of Galforia that | am authorized to sxscuts this documsnt on bahalfof the
c.ummrmmnm-mnfmufomanmw- the y Tundsrstand that
Utilty reserves y any authori i i taking any acti this O | ‘ ‘ | ‘ ‘ ‘
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i i and al liability, claims, demands, causes of | ‘ | ‘
action, damages or sxpensas arising from or related o tha use, maintsnancs and disclosurs [publicly or otherwiss) of historic and futurs Servics Addren o by Gantact Phone
th rhorizsti

Juthorized Cusiomer Signature: Telephone Number ‘SchoollF acility Name. CDS Numbsr Electric Servics Acci#  Natural Gas Servics Acct#
E— * | | | | | |

Mordh Year iy and Stafe Where Executed ‘Sarvice Address. Ty P Contact Phons.

CEC-12 Form CEC-24 Form

The process for preparing the CEC-12 and CEC-24 forms for submission is slightly different.
Both must be downloaded rather than filled out in a web browser. This can be done in most
internet browsers by right-clicking and using the “save file as” option. Once the file is saved, all
of the fields except “Authorized Customer Signature” field (indicated above) should be filled
out by typing the information directly into the form with a computing device (that is, computer,
tablet, etc.) The main difference between the processes for the two forms is that the CEC-12
must be printed out and signed by the LEA authorized representative before submission. The
CEC-24 is not printed — all the information must be entered directly in the form and saved.

Both forms must be submitted electronically to the Energy Commission (using the Energy
Expenditure Plan Online process) and to the LEA’s utility/utilities (via the designated email
address). A list of contact information for submitting these forms to the utilities can be found
at http://www.energy.ca.gov/efficiency/proposition39/listing_utility recipients.html.
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The Utility Data Release Authorization Form (CEC-12)

A scanned copy of the completed and signed CEC-12 must be uploaded as a part of each LEA’s
first energy expenditure plan. If an LEA has multiple providers, it must submit a separate form
for each utility provider containing just the utility’s information.

The top four lines of the Utility Data Release Authorization Form (CEC-12) contain the
following information fields:

Name and Title: Enter the name and the title of your LEA’s authorized representative.
This person should be the same individual who is identified as the authorized
representative in the Energy Expenditure Plan Online application. Applicant
Information (for example, George Smith, Superintendent).

Name of Customer of Record: Enter the name of the utility customer as it appears on the
utility bills. This may be the name of the LEA, an individual, a school, or even another
identifier (for example, XYZ Middle School).

Mailing Address, City, State, and Zip Code: Enter the appropriate mailing address at
which the LEA or customer of record receives correspondence from the applicable
utility.

Name of Utility: Enter the name of your Utility (for example, Roseville Electric).

The first line of the final paragraph contains a space for the customer name. Insert the name of
your LEA’s authorized representative. This will be the same name inserted in the first line of the

form.

The bottom of the form contains five information fields:

Authorized Customer Signature: The authorized representative must sign (wet
signature) the original Utility Data Release Authorization Form to forward to each
utility.

Telephone Number: Enter the telephone number of the authorized representative.
Day: Enter the day of the signature

Month and Year: Enter the month and year of the signature.

City and State Where Executed: Enter the name of the city and state where the
authorization is signed.
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Facility and Service Account Information Form (CEC-24)

The CEC-24 provides a standard format for the LEA to provide information to assist the Utility
identify account information and provide the Energy Commission required energy use and
billing data. A separate CEC-24 must be provided for each utility providing service to the
facility.

Incomplete and/or inaccurate submission of the information in the CEC-24 will result in a delay
of the approval of the energy expenditure plan. Complete information must be provided for
ALL facilities under the jurisdiction LEA. A list of the required facilities can be obtained by
entering the first seven digits of your CDS code into the

CDS Code” field and selecting the “Search” button on the page found

at: http://www.cde.ca.gov/re/sd/.

The CEC-24 must be filled out electronically and saved in native pdf format. CEC-24 forms that
have been printed and scanned are not acceptable. Using a computing device, LEAs should
enter the following information into the CEC-24:

e School/Facility Name: List the name used by the CDE to identify the school or facility. A
list of required facilities can be obtained by entering the first seven digits of your CDS
code into the “CDS Code” field and selecting the “Search” button on the page found
at: http://www.cde.ca.gov/re/sd. Any omission of schools or facilities found on this
website will result in a delay of the approval of the energy expenditure plan.

e CDS Number: List the 14-digit County District School number used by CDE to identify
the school or facility. This number should be entered with no dashes or spaces.

e Electric Service Account Number: List the account number for the electric service
associated with this school or facility.

e Natural Gas Service Account Number: List the account number for the natural gas
service associated with this school or facility.

e Service Address: List the number and street name where the utility service is received.

e City: List the city where the utility service is received.

e Zip+4: List the zip code +4 digits where the utility service is received. If you are unsure

of your zip +4 digits, refer to https://tools.usps.com/go/ZipLookupAction input to
obtain the correct digits to enter.

e Contact Phone: Enter the phone number at which either the facility manager or the
person responsible for paying the utility bill(s) can be contacted.

If any changes to the number of facilities under its jurisdiction have occurred since the last
energy expenditure plan was submitted, it is the LEA’s responsibility to provide an updated
CEC-24 along with its subsequent energy expenditure plan (for example, new facilities have
opened.)
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Entering data for a large numbers of facilities in the CEC-24

The CEC-24 is designed to accommodate information for up to 41 schools or sites in a single file.
If the LEA has more than 41 schools or sites, it is necessary to submit the information in
multiple files. For example, if the LEA has 60 sites, it will need to put the information for 41 of
the schools or sites in the first file and the information for 19 of the schools or sites in the
second. In order to accommodate this kind of situation, the CEC-24 contains an option to
indicate the order of the files. If the LEA will be submitting multiple files, it should indicate the
numbering of the files by selecting the “Yes” radio button.

Does the LEA have more O No If the LEA has more than 41 accounts, it must submit This is
thafll 4%“‘;’52?;’”:3_3 i @ Yes multiple files to document them - Please indicate which  file of
single {1.€. utilitys | file this is, and how many are being submitted number:

Entering Multiple Accounts for a Single School or Site in the CEC-24

The CEC-24 has a feature that copies all of the information except for the utility account
numbers from the previous line. This is useful for schools or facility sites with multiple meter
accounts from a single utility. This feature is activated by selecting the square box to the left of
the entry line, shaded in green in the following figure.

If multiple accounts are being entered for the same School/Facility, check the box to copy facility information from the previous line

sample school | |l]1 23456 7890123| |8588-8888 | |99999-9999
SchoollFacility Name CDS Number Electric Service Acct # Natural Gas Service Acct #
|1234 sample street | |Sampletown | |95814-1111 | |(916) 5551212 |
Service Address City ZIP+4 Contact Phone

|sample school | |l]1 23456 7390123| |
School/Facility Name CDS Number Electric Service Acct # Natural Gas Service Acct #
|1234 sample street | |Sampletown | |95814-1111 | |(916) 5551212
Service Address City ZIP+4 Contact Phone

Please note that this box must be deselected if subsequent changes are to be made to the copied
information.
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CHAPTER 4:
Instructions for the Energy Savings Calculators

Purpose and Background

The Energy Commission provides energy savings calculators to assist LEAs with their simple
energy efficiency projects. These tools calculate energy use intensities (EUI) for benchmarking,
energy savings, energy cost savings, simple payback, and SIRs. Designed in Microsoft Excel®,
the calculators may be used by LEAs to implement simple projects without a professional
energy audit.

LEAs may choose to use these energy savings calculators to estimate the energy savings of one
or various energy efficiency measures. If LEAs decide to use these energy savings calculators
for the simple measures listed below, they must also include:

e A description of the proposed energy efficiency measures and the buildings or facilities
that will be improved by these measures.

e A description of the existing energy-using equipment (that is, type, age of equipment,
size, number of units, operating hours and so forth.

All assumptions and formulas used in the calculators comply with the 2015 Guidelines. If the
2015 Guidelines are revised in the future, the Energy Commission will revise the calculators
accordingly. Always use the most current version of the calculators.

The calculators include 10 simple lighting measures; 8 heating, ventilation, and air-conditioning
(HVAC) and mechanical measures; 2 plug-load measures; and 1 simple PV project. In addition,
a calculator for energy use intensity is included to assist LEAs to benchmark their schools.

If an LEA opts to use the Energy Commission energy savings calculator for any measure
listed below, the LEA must submit the entire calculator tool even if only one measure is used.
An LEA must use one entire calculator tool for each school or site. Do not combine measures
from different schools or sites in one calculator tool.

Energy savings is calculated based on the energy cost in the benchmarking tab. Therefore,
when an LEA opts to use this energy savings calculator to quantify their savings, they must
complete the benchmarking tab.

The LEA is responsible for using the latest version of the Energy Commission energy savings
calculator.

The energy efficiency measures are listed in four categories as follows:

Lighting Energy Efficiency Measures:
ECM 1 Replace incandescent light with compact fluorescent
ECM 2 Replace incandescent light with light-emitting diode (LED) light
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ECM3 &4  Convert incandescent/CFL exit sign to LED exit sign
ECM5 &6  Convert T12 fluorescent to T8 with electronic ballast or LED lamps

ECM 6A Convert 4 foot 32 watt T8 fluorescent fixture to LED lamps

ECM 7 Replace 32 watt T8 lamps with 28 watt T8 lamps

ECM8&9  Replace mercury vapor/HPS/Metal Halide with LED/induction lights
ECM 10 Install occupancy control for intermittently occupied rooms

HVAC/Mechanical Efficiency Measures:

ECM 11 Replace old packaged/split HVAC unit (up to 65KBtu) with high-efficiency
HVAC
ECM 12 Replace old heat pump (up to 65 kBtu) with high-efficiency heat pump

ECM 13A Replace boiler with high-efficiency condensing boiler
ECM 13B Replace furnace with high-efficiency condensing furnace

ECM 14 Seal existing leaky duct

ECM 15 Install variable speed drive for pumps and fans

ECM 16 Replace manual thermostat with programmable thermostat
ECM 17 Replace old motor with premium efficiency motor

ECM 18 Replace storage water heater with gas-fired tankless water heater

Plug-Load Efficiency Measures:
ECM 19 Install smart strip/PC management to control computers/printers
ECM 20 Install vending machine occupancy control

Simple Photovoltaic (PV) Self-Generation Project
ECM 21 Install PV System

The assumptions and energy impacts used in the calculator for lighting and HVAC measures
were derived from energy impact data supplied by the Database for Energy Efficient Resources
(DEER). In many cases, the baseline energy information was based on performance mapping
conducted by each investor-owned utility (IOU). Many factors were considered in this baseline
performance mapping, including building type, building size, building vintage, equipment
efficiency, operating hours, zip code, and climate zone for Education-primary schools,
Education-secondary schools, and Education-portable classroom buildings.

The latest energy savings calculator tool uses the average unit savings from the DEER database.
The unit savings from DEER database is a statewide or utility service area average for school
buildings. In addition, these unit energy savings are taken from the equipment replacement
database. The unit energy savings may be high for some schools. In some cases, when an LEA
uses the energy savings calculators for all 21 ECMs, the total energy and cost savings may
exceed 80 — 90 percent of total energy use or energy cost at the school site. When this happens,
the calculator will adjust the energy savings down to 50 percent of each end-use group.
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Based on average school energy end-use profile, each end-use technology is expected to use a
certain percentage of the total school site baseline energy use. Lighting technologies are
estimated to use 30 percent of the school baseline energy use, HVAC equipment is estimated to
use 50 percent of the school site baseline energy use, and the plug loads are estimated to use 10
percent of the school site baseline energy use. The remaining 10 percent of the school site
baseline energy use is estimated for miscellaneous use and weather variation. The detail of the
adjustment to each end use group is explained in the following sections.

Lighting Measures Energy Savings Adjustment:

The energy savings calculator will sum the energy savings from all proposed lighting ECMs
included in the energy savings calculator and compare the total to the estimated energy use for
lighting technologies (30 percent of total site baseline energy use.) When lighting ECM savings
exceeds 50 percent of the estimated energy use allocated to lighting technologies, the kWh
energy savings associated with lighting ECMs will be prorated down by a calculated ratio. For
example, if total lighting ECM savings is 80 percent of the lighting technology site kWh use, the
energy savings for each lighting measure will be adjusted from 80 percent to 50 percent by
multiplying an adjustment factor of 50 percent/80 percent.

If savings of lighting ECMs are lower than 50 percent of estimated energy use for lighting
technologies (30 percent of the total site baseline energy use), no adjustment will be made. If
lighting ECM energy savings are higher than 50 percent of estimated energy use for lighting
technologies, the total kWh savings will be capped at 50 percent of estimated energy use for
lighting technologies.

HVAC Measures Energy Savings Adjustment:

The energy savings calculator will sum the energy savings from all proposed HVAC ECMs
included in the energy savings calculator and compare the total to the estimated energy use for
HVAC technologies (50 percent of total site baseline energy use). When HVAC ECM savings
exceeds 50 percent of the estimated energy use allocated to HVAC technologies, the kWh
energy savings associated with HVAC ECMs will be prorated down by a calculated ratio. For
example, if total HVAC ECM savings is 80 percent of the HVAC technology site kWh use, the
energy savings for each lighting measure will be adjusted from 80 percent to 50 percent by
multiplying an adjustment factor of 50 percent/80 percent.

If savings of HVAC ECMs are lower than 50 percent of estimated energy use for HVAC
technologies (50 percent of the total site baseline energy use), no adjustment will be made. If
HVAC ECM energy savings are higher than 50 percent of estimated energy use for HVAC
technologies, the total kWh savings will be capped at 50 percent of estimated energy use for
HVAC technologies.
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Plug Load Measure Energy Savings Adjustment:

The energy savings calculator will sum the energy savings from all proposed plug load ECMs
included in the energy savings calculator and compare the total to the estimated energy use for
plug load technologies (10 percent of total site baseline energy use.) When these plug load ECM
savings exceeds 50 percent of the estimated energy use allocated to plug load technologies, the
kWh energy savings associated with plug load ECMs will be prorated down by a calculated
ratio. For example, if total plug load ECM savings are 80 percent of the plug load technology
site kWh use, the energy savings for each lighting measure will be adjusted from 80 percent to
50 percent by multiplying an adjustment factor of 50 percent/80 percent.

If savings of plug load ECMs are lower than 50 percent of estimated energy use for plug load
technologies (10 percent of the total site baseline energy use), no adjustment will be made. If
plug load ECM energy savings are higher than 50 percent of estimated energy use for plug load
technologies, the total kWh savings will be capped at 50 percent of estimated energy use for
plug load technologies.

The following tables are the Energy Summary table before and after the energy saving data was
adjusted by a factor of 5/8.

Table 1: Energy Savings Summary
This project saves 47.2 kW peak demand
kWh electricity
and 39,805.6 use.
and - therms natural gas
gallons
of
or (0.1) Propane
energy cost
or $5,071.2 annually
Simple Payback is 207.0 years.
Saving to
Investment Ratio 0.66
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Table 2: Adjusted Energy Savings Summary
This project saves 29.5 kW peak demand
kWh electricity
and 24,878 use.
and - therms natural gas
gallons
of
or -0.1 Propane
energy cost
or $3,170 annually.
Simple Payback is 129.4 years.
Saving to
Investment Ratio (.42

Step 1: Benchmarking Calculator

Benchmarking helps LEAs determine how well schools or sites are performing in terms of
energy efficiency. Benchmarks can quickly identify schools or sites with the greatest potential
for energy savings based on energy usage.

The purpose of the benchmarking calculator is to produce the EUI for electricity, natural gas,
liquid fuel, and cost per square foot per year for each school or site. LEAs may use this
calculator to compute EUI for benchmarking every school or site to identify and likely prioritize
schools with the most energy savings potential.

Use the EUI calculator to benchmark electricity, natural gas, liquid fuels usage, and cost per
square foot per year by entering the annual energy use data. Your LEA can perform the EUI
calculation for each school or site and select the best candidate locations for energy efficiency
retrofits. The calculator can also be used to calculate the average cost of electricity, natural gas,
and liquid fuel for energy efficiency measure evaluations.

Based on information you enter for your LEA, the following tables are automatically produced:

1. Energy Use Intensity Calculator Table
2. Average Cost Table

Values generated from the Benchmarking calculator may be used to complete the Energy
Expenditure Plan Online application.

70



Step 2: Energy Savings Calculator

The energy savings calculator is separated into four category tabs:

LS.

Lighting measure calculators
HVAC/mechanical measure calculators
Plug-load measure calculators

Simple PV calculator.

Each calculator contains a list of questions for the LEA. Most of the questions can be answered
by school maintenance staff. Once the responses are filled in, the annual savings and cost
savings, simple payback, and SIR are automatically calculated.

Based on the information your LEA provides, the following tables are automatically produced
and appear to the right of the input calculators:

1.

Energy Savings Summary — a set of automatically calculated fields that show savings in
peak demand, energy use, therms, gallons of propane and fuel oil, energy cost savings,
simple payback in years, and SIR.

Annual Energy Savings Analysis — a summary of pre- and post- energy measure
installation conditions.

Life-Cycle Cost Analysis/Net Present Values Analysis — summaries based on the
Effective Useful Life (EUL) for each energy measure, taken from the DEER.

Total Summary Table (in a separate tab in the calculator) — a summary of all the energy
efficiency projects your LEA proposes to implement. Once your LEA completes the
calculators applicable to your proposed projects, all energy savings data will be
automatically populated in the “Total-Summary” tab of the spreadsheet, and
calculations for bundled energy measures will be obtained.

Values generated in the energy efficiency measure calculators may be used to complete your

energy expenditure plan.

Instructions

The following are the instructions to use the energy savings calculators:

Step 1: Benchmarking Calculator

a. Gather Information: Before entering the required information into the benchmarking
calculator, an LEA must perform the following steps.

e Gather the past fiscal year’s 12-months of utility billing data for electricity
and natural gas for the school or site where your LEA proposes to implement
energy efficiency projects. If your electricity or natural gas is supplied by a
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third party, obtain the annual billing data from the third-party supplier.

e If the school or site uses liquid fuel such as propane or fuel oil for heating,
gather the usage and cost data for the same 12-month period.

e If the school or site has multiple meters or third-party services (for example,
propane), add together the annual usage and costs to determine a total

aggregate amount.

b. School Information:

School Information

School Name

School CDS Code

Mailing Address

Electric Utility:

Gas Utility:

Billing Period (Fiscal Year)
Total Square Footage of School -

1.) School Name: Enter the name of the school or site where your LEA proposes
to implement the energy efficiency measures.

2.) School CDS Code: Enter the 14-digit county-district-school number of the
school or site with no spaces or hyphens.

3.) Mailing Address: Enter the mailing address of the school or site where your
LEA proposes to implement the energy efficiency measures.

4.) Electric Utility: Enter the name of the electric utility provider of the school or
site.

5.) Gas Utility: Enter the name of the natural gas, propane, or fuel oil provider
of the school or site. Leave this blank if the school uses propane or fuel oil.

6.) Billing Period (Fiscal Year): Enter the fiscal year associated with the energy
bills used to fill out the calculators. A fiscal year is designated as July 1 — June
30. If your energy expenditure plan is submitted in fiscal year 2015-2016, use
energy bills from fiscal year 2014-2015.

7.) Total Square Footage of School: Enter the approximate total gross square
footage of all the school buildings, excluding outside covered walkways or
porch areas.
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C.

Electricity Information:

Cost paid to PPA vendor & other supplier (¢ $ -

Electricity
Average Maximum Demand (kW): OI
Annual PV Electricity Production(k Wh) o|
Electricity Purchase from Utility(kWh) Ol
Total Annual Electric Use (kWh): of

Total Annual Electric Charges ($) ol

1)

2.)

3.

4)

5.

6.)

Average Maximum Demand (kW): Enter the average maximum demand of
the school from the previous fiscal year electric bills. Calculate this value by
averaging the peak demand stated in the previous fiscal year bills. If a school
or site has multiple electric meters, sum the peak demand of all the meters
before averaging. If the demand information is not provided in the monthly
bills, then leave this field blank.

Annual PV Electricity Production (kWh): Enter the total electricity generated
in the previous fiscal year from a PV system, if you have PV on-site. This
information can be obtained from the solar tracking system, production data
stored in the inverter, an energy monitoring system, or a PPA electric bill.

Electricity Purchase from Utility (kWh): Enter the total electricity purchased
in the previous fiscal year from your local utility. If the school or site has
multiple meters, sum the total electricity purchased from your local utility
from all meters.

Total Annual Electric Use (kWh): Enter the total annual electric consumption
of the school or site from the previous fiscal year. This is the sum of the
Annual PV Electricity Production (#2 above), Electricity purchased from
utility (#3 above), and Electricity purchased from third-party supplier.

Cost paid to PPA vendor & other supplier ($): Enter the total annual cost
paid to the PPA vendor or other third-party for electricity purchased under a
PPA or other electricity purchase agreement.

Total Annual Electric Charges ($): Enter the annual total utility electricity
cost for the school or site from the previous fiscal year electric bills. Calculate
this value by adding the electric utility charges stated in the previous fiscal
year bills. If the school or site has multiple electric meters, include the electric
utility charge for all meters at the school or site.
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d. Natural Gas Information:

| Natural Gas

Total Annual Natural Gas Use (therms): -

Total Annual Gas Charges ($): S -

Note: Due to DEER limitations, information on only one type of fuel can be keyed into
the energy savings calculator. If an LEA uses multiple fuels, enter the information for the
primary fuel and enter the fuel use (therms) and fuel charges ($) as a footnote in the
spreadsheet. Energy Commission staff will make the necessary adjustments to the fuel

savings.

1)

2.

Total Annual Natural Gas Use (therms): Enter the annual total natural gas
usage of the school or site from the previous fiscal year’s natural gas bills.
Calculate this value by adding the natural gas usage stated in the previous
tiscal year bills. If the school or site has multiple natural gas meters, include
the annual natural gas usage for all meters at the school or site. If the school
or site does not use natural gas, enter 0.

Total Annual Gas Charges ($): Enter the annual total natural gas cost for the
school or site from the previous fiscal year natural gas bills. Calculate this
value by adding the natural gas charges stated in the previous fiscal year
bills. If the school or site has multiple natural gas meters, include the annual
natural gas charges for all meters at the school or site. If a third-party
supplier is used, enter the total cost from the third-party cost for commodity
and the transportation cost from the local utility. If the school does not use
natural gas, enter 0.

e. Other Fuels Information:

Other Fuels (if applicable)

Total Annual Propane Use(gals): 0
Total Annual Propane Charges(S): $ -

Total Annual Fuel Oil Use(gals): 0
Total Annual Fuel Qil Costs(S$): $ -

1.) Total Annual Propane Use (gals): Enter the total annual propane usage in

gallons by the school or site from the previous fiscal year’s propane bills.
Calculate this value by adding the propane usage stated in the previous fiscal
year bills. If the school has multiple propane services, include the annual
propane usage for all services. If the school does not use propane, enter 0.
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2.) Total Annual Propane Charges ($): Enter the total annual propane cost for
the school from the previous fiscal year’s propane bills. Calculate this value
by adding the propane charges stated in the previous fiscal year bills. If the
school or site has multiple propane services, include the annual propane
charge for all services. If the school does not use propane enter 0.

3.) Total Annual Fuel Oil Use (gals): Enter the total annual fuel oil usage in
gallons by the school from the previous fiscal year’s fuel oil bills. Calculate
this value by adding the fuel oil usage stated in the previous fiscal year bills.
If the school or site has multiple fuel oil services, include the annual fuel oil
usage for all services. If the school does not use fuel oil enter 0.

4.) Total Annual Fuel Oil Costs ($): Enter the total annual fuel oil cost for the
school from the previous fiscal year’s fuel oil bills. Calculate this value by
adding the fuel oil usage stated in the previous fiscal year bills. If the school
or site has multiple fuel oil services, include the annual fuel oil usage for all
services. If the school does not use fuel oil enter 0.

Step 2: Measure Calculators

1.

Lighting Measures Calculators:

To simplify the information required from the school or site staff, calculators for lighting
measures use the “assumed lamp ratio” and “average lighting hours” from the DEER.
Average energy impacts (that is, kWh, kW, and therms) were calculated from education
buildings (such as, primary schools, secondary schools, and portable classrooms) from
the DEER in all four IOUs (Pacific Gas and Electric, Southern California Edison,
Southern California Gas, and San Diego Gas & Electric) service territories.

To obtain the average energy impact for each measure, the Energy Commission
performed baseline performance mapping, including building type, building size,
building vintage, equipment efficiency, zip code, and climate zones. The interactive
effects among energy efficiency measures were also considered in the energy savings
calculation. For example, an interior lighting retrofit measure would reduce the building
electricity consumption, but it also requires additional fuel to make up the heat loss from
the lighting retrofit.

If your school or LEA can identify the proposed equipment quantity and wattage, the
calculator will generate all the energy savings and SIR for the measures you are
considering.
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ECM 1: Replace incandescent lights with compact fluorescent

Fill in your
ECM 1 Replace incandescent light with compact fluorescent light answers

Measure 1 Quantity of incandescent lights to be replaced with CFLs?
What is the total wattage of all new CFLlamps?

What is the total installed cost for this measure? S
What is the utilitv rebate for this measure?

Incandescent, halogen lamps, or flood lights are very inefficient. If a school or site uses
incandescent or halogen lamps or flood lights, these lights can be replaced with compact
fluorescent lights (CFL) to save energy. These replacement measures can save more than
70 percent of the energy from the existing light fixtures.

1.) Quantity of incandescent lights to be replaced with CFLs? Enter the quantity of
the incandescent, halogen, and flood lights to be replaced with compact
fluorescent light lamps. Both screwed-in and hardwired lamps are permitted.

2.) What is the total wattage of all new CFL Lamps? Enter the total wattage (in
watts) of the CFL lamps you plan to install at the school or site. For example, if

installing one 13 watt CFL and one 17 watt CFL, the total wattage is 30 watts.

3.) What is the total installed cost for this measure? Enter the estimated total cost,
including materials and labor, to install the CFL lamps.

4.) What is the utility rebate for this measure? Enter the utility rebate amount for
the CFL lamps, if known and available.

ECM 2: Replace incandescent lights with light-emitting diodes (LED) lights

Fill in your
ECM 2 Replace incandescent light with LED light answers
Measure 2 Quantity of incandescent bulbs to be replaced with LED lights? 0
What is the total wattage of all new LED lamps? 0
What is the total installed cost for this measure? $ -
What is the utilitv rebate for this measure? 0l

Incandescent, halogen lamps, and flood lights are inefficient. If a school or site uses
incandescent or halogen lamps or flood lights, these lights can be replaced with LED
lights to save more than 70 percent of the energy from the existing light fixtures. In
addition, LED lights have a long expected useful life.
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1.) Quantity of incandescent lights to be replaced with LED lights? Enter the
quantity of the incandescent, halogen, and flood lights you plan to replace
with LED lamps. Both screwed-in and hardwired lamps are permitted.

2.) What is the total wattage of all new LED lamps? Enter the total wattage (in
watts) of the LED lamps you plan to install at the school or site. For example,
if installing one 10 watt LED and a 30 watt LED, the total lamp wattage is 40
watts.

3.) What is the total installed cost for this measure? Enter the estimated total
cost, including materials and labor, to install the LED lamps.

4.) What is the utility rebate for this measure? Enter the utility rebate amount
for the LED lamps, if known and available.

ECM 3 & 4: Convert incandescent/CFL exit sign to LED exit sign

Fill in your
ECM 3&4 Convert incandescent/CFL exit sign to LED exit sign answers

Measure 3 Quantity of CFL exit signs to be replaced with LEDs?
What is the wattage of each new LED exit sign?

What is the total installed cost for this measure?

What is the utility rebate for this measure?

Measure 4 Quantity of incandescent exit signs to be replaced with LEDs?
What is the wattage of each new LED Exitsign?

What is the utilitv rebate forthis measure?

What is the total installed cost for this measure? S -

O o0lJlo O O O

Incandescent or compact fluorescent lights in exit signs are very inefficient. If the school
or site uses incandescent or CFL lights in exit signs, these lights can be replaced with
LED lamps to save more than 60 percent to 90 percent of the energy from the existing
light fixtures.

Measure 3:

1.) Quantity of CFL exit signs to be replaced with LEDs? Enter the quantity of
the CFL exit signs proposed to be replaced with LED exit signs. Both retrofit
kits and fixture replacements are permitted.

2.) What is the wattage of the new LED exit sign? Enter the wattage of each new
LED exit sign.
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3.) What is the total installed cost for this measure? Enter the estimated total
cost for installing the LED exit signs, including materials and labor.

4.) What is the utility rebate for this measure? Enter the utility rebate amount
for the LED exit signs, if known and available.

Measure 4:

1.) Quantity of incandescent exit signs to be replaced with LEDs? Enter the
quantity of the incandescent exit signs proposed to be replaced with LED exit
signs.

2.) What is the wattage of the new LED exit sign? Enter the wattage of each new
LED exit sign.

3.) What is the total installed cost for this measure? Enter the estimated total
cost for installing the LED exit signs, including materials and labor.

4.) What is the utility rebate for this measure? Enter the utility rebate amount
for the exit signs, if known and available.

ECM 5 & 6: Convert T12 fluorescent to T8 with electronic ballast or LED lamps

Fill in your
ECM 5&6 Convert T12 fluorescent to T8 with electronic ballast or LED Lamps|answers

This ECMis for 4-foot linear fluorescent or 2 foot U-tube retrofit. If 8-foot
fluorescent is converted to two 4-foot, multiply the quantity of lamp by
two.
Measure 5 Quantity of 34 watt T12 lamps to be replace with T8? -
How many 40 watt T12 lamps will be replaced with T8? -
What is the new T8 lamp wattage?
What is the total installed cost for this measure?
What is the utility rebate for this measure?

i
i

Measure 6 Quantity of 34 watt T12 lamps to be replace with LED lamps?
Quantity of 40 watt T12 lamps to be replaced with LED lamps?
What is the total installed cost for this measure? $ -

What is the utilitv rebate for this measure? S

Linear T12 fluorescent lights (approximately 12 inch in diameter) are an older
generation technology and are very inefficient. If the LEA still uses T12 lamps with
magnetic ballasts, they should be replaced with newer T8 lamps with electronic ballasts
or LED lamps to save energy. T8 fluorescent lights are 1 inch in diameter. These
measures can save more than 25 to 60 percent of the energy from the existing light
tixtures. Use ECM 5 & 6 for 4-foot linear fluorescents or 2-foot U-tube fluorescent light
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retrofits only. If the school or site you are evaluating uses 8-foot fluorescents and would
like to convert to two 4-foot T8 or LED lights, multiply the quantity of lamps by two.

Measure 5:

1.) Quantity of 34 watt T12 lamps to be replaced with T8? Enter the quantity of 34
watt T12 lamps with magnetic ballasts to be replaced with T8 lamps and
electronic ballasts. These 34 watt lamps are labeled as 34 watt energy-saving (ES)
or energy-efficient (EE) lamps. Both retrofit kits and fixture replacements are
permitted. For example, if you plan to retrofit 50 2-lamp fixtures, enter 100. If
there are no 34 watt lamps, enter 0.

2.) How many 40 watt T12 lamps will be replaced with T8? Enter the quantity of the
40 watt T12 lamps with magnetic ballasts you plan to replace with T8 lamps and
electronic ballasts. Note that 40 watt T12 lamps were once typical, but are no
longer in common use. Both retrofit kits and fixture replacements are permitted.
If there are no 40 watt lamps, enter 0.

3.) What is the new T8 lamp wattage? From the drop-down menu, select the
wattage of the new T8 lamps you plan to install.

4.) What is the total installed cost for this measure? Enter the estimated total cost,
including materials and labor, to install the T8 lamps.

5.) What is the utility rebate for this measure? Enter the utility rebate amount for
the T8 lamps, if known and available.

Measure 6:

1.) Quantity of 34 watt T12 lamps to be replaced with LED lamps? Enter the
quantity of 34 watt T12 lamps you plan to replace with LED lamps. If there are
no 34 watt lamps, enter 0.

2.) Quantity of 40 watt T12 lamps to be replaced with LED lamps? Enter the
quantity of the 40 watt T12 lamps you plan to replace with LED lamps. If there

are no 40 watt lamps, enter 0.

3.) What is the total installed cost for this measure? Enter the estimated total cost,
including materials and labor, to install the LED lamps.

4.) What is the utility rebate for this measure? Enter the utility rebate amount for
the LED lamps, if known and available.
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ECM 6A: Convert 4 foot 32 watt T8 fluorescent fixture to LED lamps

Fill in your
ECM 6A Convert 32 Watt T8 fluorescent fixture to LED lamps answers

This ECM is for 4-foot linear fluorescent. |f 8-foot fluorescent is converted to

two 4-foot, multiply the quantity of lamp by two.
Quantity of 32 watt T8 lamps to be replaced with LED lamps? 0
What is the total installed cost for this measure? $
What is the utilitv rebate for this measure? S

Linear 32 watt T8 lamps are an older generation T8 technology and can be replaced with
higher-efficiency LED tube lamps. If a school would like to replace the existing T8 lamps
and electronic ballasts with new LED lights with Proposition 39 funds, a calculator is
added for this energy efficiency measure. This measure can save roughly 33 percent of
the energy of each lamp from the existing light fixtures. Use ECM 6A for 4-foot linear
fluorescents light retrofit only. If the school or site you are evaluating uses 8-foot
fluorescents and would like to convert to two 4-foot T8 or LED lights, multiply the
quantity of lamps by two.

1.) Quantity of 32 watt T8 lamps to be replaced with 4 foot LED lamps? Enter the
quantity of 32 watt T8 lamps you plan to replace with LED lamps.

2.) What is the total installed cost for this measure? Enter the estimated total cost,
including materials and labor, to install the LED lamps.

3.) What is the utility rebate for this measure? Enter the utility rebate amount for
the LED lamps, if known and available.

ECM 7: Replace 32 watt T8 lamps with 28 watt T8 lamps

Fill in your
answers

|ECM 7 Replace 32 Watt T8 lamps with 28 Watt T8 Lamps
‘ Quantity of 32 watt T8 lamps to be replaced? 0

What is the total installed cost for this measure? $
What is the utilitv rebate for this measure? S

The newer generation fluorescent lamps use about 15 percent less energy and produce
about the same amount of lumen output compared to older T8 lamps. Most of the 32
watt T8 lamps with instant start electronic ballast can be replaced with 28 watt energy
savings lamps.
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1.) Quantity of 32 watt T8 lamps to be replaced? Enter the quantity of 32 watt T8
lamps to be replaced with 28 watt T8 lamps.

2.) What is the total installed cost for this measure? Enter the estimated total cost
including materials and labor.

3.) What is the utility rebate for this measure? Enter the utility rebate amount for
the lamps, if known and available.

ECM 8 & 9: Replace mercury vapor/HPS/Metal Halide with LED/induction lights

Fill in your
ECM 8&9 Replace mercury vapor/HPS/Metal Halide with LED/Induction Iighlanswers

Measure 8 Quantity of mercury vapor fixtures to be replaced?
What is the total wattage of all new LED or Induction lamps?

What is the total installed cost for this measure? $

What is the utility rebate for this measure? $

Measure 9 Quantity of HPS/Metal Halide fixtures to be replaced?
What is the total wattage of all new LED or Induction lamps?

What is the total installed cost for this measure? $

What is the utility rebate for this measure? $

Older—generation, high-intensity discharge lights, such as mercury vapor, high-pressure
sodium (HPS), and metal halide lights, are inefficient and cannot be used with dimming
control. The new induction and LED lights are able to generate more visible lumens,
have longer life, can work with staged or dimming controls are more energy-efficient
and can save from 30 to 50 percent of energy use.

Measure 8:

1.) Quantity of mercury vapor fixtures to be replaced? Enter the quantity of mercury
vapor lights to be replaced with LED or induction lights.

2.) What is the total wattage of all new LED or Induction lamps? Enter the total
wattage of the new LED or induction lights. For example, if installing one 30 watt

LED light and one 70 watt LED light, the total wattage is 100 watts.

3.) What is the total installed cost for this measure? Enter the estimated total cost,
including materials and labor.
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4.) What is the utility rebate for this measure? Enter the utility rebate amount for
the lamps, if known and available.

Measure 9:

1.) Quantity of HPS/Metal Halide fixtures to be replaced? Enter the quantity of the
high-pressure sodium lights to be replaced with LED or induction lights.

2.) What is the total wattage of all new LED or Induction lamps? Enter the total
wattage of the new LED or induction lights. For example, if installing one 70 watt
LED light and one 100 watt LED parking lot light, the total wattage is 170 watts.

3.) What is the total installed cost for this measure? Enter the estimated total cost,
including materials and labor.

4.) What is the utility rebate for this measure? Enter the utility rebate amount for
the lamps, if known and available.

ECM 10: Install occupancy control for intermittently occupied rooms

Fill in your
answers

|ECM 10 Install occupancy control for intermittenly occupied rooms

What is the total installed cost for this measure? $ -

‘ Quantity of occupancy sensors to be installed? 0
What is the utilitv rebate for this measure? S -

Many staff offices, break rooms, bathrooms, and classrooms are occupied intermittently.
The lights in these rooms are often left on. Occupancy sensor controls can be used to
turn off these lights when no movement or body heat is detected after an interval of
time. The sensor can be wall-mounted or ceiling-mounted. The amount of achieved
energy savings by turning off the lights in unoccupied spaces depends on the number of
lights, type of lights, and hours of reduced usage in a space.

1.) Quantity of occupancy sensors to be installed? Enter the number of occupancy
sensors to be installed (both wall-mounted and ceiling-mounted sensors of any
sensing technology).

2.) What is the total installed cost for this measure? Enter the estimated total cost
for installing the occupancy sensors, including materials and labor.

3.) What is the utility rebate for this measure? Enter the utility rebate amount for
the occupancy sensors, if known and available.
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2. HVAC and Mechanical Measures Calculators:

The following calculators can be used to calculate energy savings for some of the HVAC
and mechanical energy efficiency measures.

The assumptions and energy impacts used in the calculators for HVAC measures were
derived from data supplied by DEER. In many cases, the baseline energy information
was based on the performance mapping conducted by each IOU. Many factors were
considered in this baseline performance mapping, including building type, building
size, building vintage, equipment efficiency, operating hours, zip code, and climate zone
for education-primary school, education-secondary school, and education-portable
classroom buildings.

In general, the SIR for HVAC replacement measures is lower than 1.05. Stand-alone
HVAC measures may not meet SIR requirements. An LEA has the option to bundle
HVAC replacement measures with short-payback energy efficiency measures such as
lighting to increase the total combined SIR for the LEA energy project. As long as the
total combined SIR exceeds 1.05, the bundled measures may be approved.

ECM 11: Replace old packaged/split HVAC units with high efficiency HVAC

ECM 11 Replace old packaged/split HVAC unit with high efficiency HVAC Fill in your answers

This calculator only applies to ACup to 65KBtu/hr or 5.4 tons
Total quantity of AC and heat pump unit at school
Total tonnage of AC and heat pump unit at school
Quantity of AC to be replaced with SEER 13 unit?
Quantity of AC to be replaced with SEER 14 unit?
What is the total AC tonnage to be replaced with SEER 13 unit?

(===~ -]

What is the total AC tonnage to be replaced with SEER 14 unit? 0

What is the ICU {or nearest IOU)area the unit is installed? PGE
What is the total installed cost for this measure? $ -
What is the utility rebate for this measure? S -
Are there other non-repavable funds aoolied to this measure? S -

This calculator applies only to air-conditioning (AC) units up to a cooling capacity of
65,000 Btu/hr (or roughly 5.4 tons) with a SEER 13 or SEER 14 efficiency rating due to
DEER database limitations.

1.) Total quantity of AC and heat pump unit at school? Enter the quantity of all the
AC units at the school site including packaged units, split systems, and heat
pump units.
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2))

3)

4)

5.)

6.)

7.)

8.

9.

Total tonnage of AC and heat pump unit at school? Add the tonnage of the
packaged units, split systems, and heat pump units and then enter the total
tonnage of AC and heat pump units at the school site.

Quantity of AC to be replaced with SEER 13 unit? Enter the quantity of the AC
units to be replaced with SEER 13 units. If not applicable, enter 0.

Quantity of AC to be replaced with SEER 14 unit? Enter the quantity of the AC
units to be replaced with SEER 14 units. If not applicable, enter 0.

What is the total AC tonnage to be replaced with SEER 13 unit? Enter the total
tonnage of the AC units with SEER 13 efficiency rating to be installed. If
installing two 5 ton units, the total tonnage is 10 tons. If not applicable, enter 0.

What is the total AC tonnage to be replaced with SEER 14 unit? Enter the total
tonnage of the AC units with SEER 14 efficiency rating to be installed. If
installing two 5 ton units, the total tonnage is 10 tons. If not applicable, enter 0.

What is the IOU (or nearest IOU) area the unit is installed? Select the nearest
IOU utility where the AC is to be installed. If you are in a San Diego Gas &
Electric service territory (SDG&E), select SDG&E. If you are a SMUD customer,
select PG&E.

What is the total installed cost for this measure? Enter the estimated total cost,
including materials and labor.

What is the utility rebate for this measure? Enter the utility rebate amount for
the HVAC units, if known and available.

10.)Are there other non-repayable funds applied to this measure? Enter the non-

repayable fund amount for this measure. Non-repayable funds include bond
funding, deferred maintenance, general operation budgets and other funds used
to finance the project. This is funding that does not need to be repaid by the LEA.
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ECM 12: Replace old heat pump (HP) with high efficiency heat pump

ECM 12 Replace old heat pump with high effidency heat pump Fill in your answers
This calculator only applies to heat pump up to 65KBtu/hr or 5.4 tons

Total quantity of AC and heat pump unit at school

Total tonnage of AC and heat pump unit at school

Quantity of HP to be replaced with SEER 13 {HSPF 7.7) unit?

Quantity of HP to be replaced with SEER 14 {HSPF 8.3) unit?

Quantity of HP to be replaced with SEER 15 {HSPF 8.8) unit?

What is the total HP tonnage to be replaced with SEER 13 unit?

What is the total HP tonnage to be replaced with SEER 14 unit?

What is the total HP tonnage to be replaced with SEER 15 unit?

(=== ===~ =)

What is the ICU {or nearest ICU)area the unit is installed? PGE
What is the total installed cost for this measure? S -
What is the utility rebate for this measure? S -

Are there other non-repavable funds aoolied to this measure? S -

The cooling energy savings calculation approach for heat pump systems is similar to
that of the packaged AC systems. The heating seasonal performance factor (HSPF) for an
AC SEER 13 unit is assumed to be 7.7. The HSPF for an AC SEER 14 unit is assumed to
be increased proportionally to 8.3, and the HSPF for an AC SEER 15 unit is 8.8. The
higher the HSPF, the more efficient it is.

This calculator applies only to heat pumps up to 65,000 Btu/hr (or about 5.4 tons) with a
SEER 13, SEER 14, or SEER 15 efficiency rating.

1.) Total quantity of AC and heat pump unit at school? Enter the quantity of all the
AC units at the school site including packaged units, split systems and heat
pump units.

2.) Total tonnage of AC and heat pump unit at school? Add the tonnage of the
packaged units, split systems and heat pump units and then enter the total
tonnage of AC and heat pump units at the school site.

3.) Quantity of HP to be replaced with SEER 13 (HSPF 7.7) unit? Enter the quantity
of heat pump units with a SEER 13 efficiency rating to be installed.

4.) Quantity of HP to be replaced with SEER 14 (HSPF 8.3) unit? Enter the quantity
of heat pump units with a SEER 14 efficiency rating to be installed.

5.) Quantity of HP to be replaced with SEER 15 (HSPF 8.8) unit? Enter the quantity
of heat pump units with a SEER 15 efficiency rating to be installed.
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6.) What is the total HP tonnage to be replaced with SEER 13 unit? Enter the total
tonnage of the heat pump units with SEER 13 efficiency rating to be installed. For
example, if installing two 5 ton and two 4 ton units, the total tonnage is 18 tons.

7.) What is the total HP tonnage to be replaced with SEER 14 unit? Enter the total
tonnage of the heat pump units with SEER 14 efficiency rating to be installed. For
example, if installing two 5 ton and two 4 ton units, the total tonnage is 18 tons.

8.) What is the total HP tonnage to be replaced with SEER 15 unit? Enter the total
tonnage of the heat pump units with SEER 15 efficiency rating to be installed. For
example, if installing two 5 ton and two 4 ton units, the total tonnage is 18 tons.

9.) What is the IOU (or nearest IOU) area the unit is installed in? Select the nearest
IOU utility where the AC is to be installed. For example, if you are in an SDG&E
service territory, select SDG&E. If you are a SMUD customer, select PG&E.

10.)What is the total installed cost for this measure? Enter the estimated total cost,
including materials and labor.

11.)What is the utility rebate for this measure? Enter the utility rebate amount for
the HVAC units, if known and available.

12.)Are there other non-repayable funds applied to this measure? Enter the non-
repayable fund amount for this measure. Non-repayable funds include bond
funding, deferred maintenance, general operation budgets and other funds used
to finance the project. These funds do not need to be repaid by the LEA.

ECM 13A: Replace boiler with high efficiency condensing boiler

Fill in your
ECM 13A Replace boiler with high efficiency condensing boiler answers

Quantity of boiler(s) to be replaced with AFUE 92-94 unit? 0

Quantity of boiler(s) to be replaced with AFUE 95-97 unit? 0
What is the total kBtu/hr of the new AFUE92-94 units?
What is the total kBtu/hr of the new AFUE95-97 units? -

What is the 10U (or nearest IOU)area the unit is installed in? PGE

What is the total installed cost for this measure? S -

What is the utility rebate for this measure? S =

Older boilers are noncondensing and have lower heat recovery exchangers. The
efficiency of the old noncondensing boilers varies from 78 to 80 percent. A new
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condensing boiler is able to recover additional heat from the flue gas and can achieve

annual fuel use efficiency (AFUE) of up to 97 percent. To simplify the efficiency
category, the calculator segregates the new condensing boiler into two categories:
condensing boilers with an AFUE from 92 to 94 percent and condensing boilers with an
AFUE from 95 to 97 percent. This efficiency rating can be obtained from the equipment
vendor’s boiler cut sheet.

1)

2.)

3)

1)

5.

6.)

7.)

Quantity of boiler(s) to be replaced with an AFUE 92-94 unit? Enter the quantity
of condensing boilers to be installed with an AFUE or heat recovery efficiency
from 92 to 94 percent. If none, enter 0.

Quantity of boiler(s) to be replaced with an AFUE 95-97 unit? Enter the quantity
of condensing boilers to be installed with an AFUE or heat recovery efficiency
from 95 to 97 percent. If none, enter 0.

What is the total kBtu/hr of the new AFUE 92-94 units? Enter the total kBtu/hr
of the new AFUE 92-94 unit. For example, if installing two 250,000 Btu/hr
condensing boilers with an AFUE of 92 to 94 percent, the total kBtu/hr is 500. If
there are no boilers to be installed in this category, enter 0.

What is the total kBtu/hr of the new AFUE 95-97 units? Enter the total kBtu/hr
of the new AFUE 95-97 units. If there are no boilers to be installed in this
category, enter 0.

What is the IOU (or nearest IOU) area the unit is installed in? Select the nearest
IOU utility where the boiler is to be installed. For example, if you are in an
SDG&E service territory, select SDG&E. If you are a SMUD customer, select
PG&E.

What is the total installed cost for this measure? Enter the estimated total cost,
including materials and labor.

What is the utility rebate for this measure? Enter the utility rebate amount for
the boiler units, if known and available.
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ECM 13B: Replace furnace with high efficiency condensing furnace

ECM 13B Replace furnace with high efficiency condensing furnace

Fill in your
answers

Quantity of furnace(s) to be replaced with AFUE 92-94 unit?
Quantity of furnace(s) to be replaced with AFUE 95-97 unit?
What is the total kBtu/hr of the new AFUE92-94 units?
What is the total kBtu/hr of the new AFUE95-97 units?

What is the 10U (or nearest I0U)area the unit is installed in?

What is the total installed cost for this measure?

What is the utility rebate for this measure?

<
$

PGE

This calculator is very similar to the condensing boiler calculator (ECM 13A). The only
difference is that the EUL for furnaces is 15 years rather than 20 years for boilers.

1.) Quantity of furnace(s) to be replaced with an AFUE 92-94 unit? Enter the
quantity of condensing furnaces to be installed with an AFUE or heat recovery

efficiency from 92 to 94 percent. If none, enter 0.

2.) Quantity of furnace(s) to be replaced with an AFUE 95-97 unit? Enter the
quantity of condensing furnaces to be installed with an AFUE or heat recovery

efficiency from 95 to 97 percent. If none, enter 0.

3.) What is the total kBtu/hr of the new AFUE 92-94 units? Enter the total

kBtu/hr

of the new AFUE 92-94 unit. For example, if installing three 75,000 Btu/hr

condensing furnaces with an AFUE of 92 to 94 percent, the total kBtu/hr is 225. If

there are no furnaces to be installed in this category, enter 0.

4.) What is the total kBtu/hr of the new AFUE 95-97 units? Enter the total

kBtu/hr

of the new AFUE 95-97 units. If there are no furnaces to be installed in this

category, enter 0.

5.) What is the IOU (or nearest IOU) area the unit is installed in? Select the nearest
IOU utility where the AC is to be installed. For example, if you are in an SDG&E

service territory, select SDG&E. If you are a SMUD customer, select PG&E.

6.) What is the total installed cost for this measure? Enter the estimated total cost,

including materials and labor.

7.) What is the utility rebate for this measure? Enter the utility rebate amount for

the furnace units, if known and available.
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ECM 14: Seal existing HVAC leaky ducts

Fill in your
|ECM 14 |Sea| existing HVAC leaky duct answers |
| - How many total tons of AC where ducts will be sealed? a
What is the total installed cost?
What is the utilitv rebate for this measure?

Many old single-zone packaged AC and heat pump systems use duct tape for all the
joints and registers. In many leakage tests, the leaked volume could be as high as 40
percent among the supply and return ducts. These leaky ducts could be tested and
sealed to reduce the leaked volume down to as low as 18 percent. Many local utilities
also provide rebates to perform this service.

1.) How many total tons of AC where ducts will be sealed? Enter the total tonnage
of single-zone AC units where air ducts or distribution systems will be sealed.
For example, for four 5 ton AC units where ducts will be sealed, the total tonnage
is 20 tons.

2.) What is the total installed cost? Enter the estimated total cost, including
materials and labor.

3.) What is the utility rebate for this measure? Enter the utility rebate amount, if
known and available.

ECM 15: Install variable speed drives for pumps and fans

Fill in your |

|ECM 15 answers

Install variable speed drive for pumps and fans
What is the total motor horsepower that will have VSD?
What is the total installed cost? $ -

What is the utility rebate for this measure?

Constant speed motors for pumps and fans run continuously, whether the zone
temperature has been achieved or not. Variable speed drives (VSD) can reduce the speed
of the pumps and fans when the zone temperature is achieved. Therefore, a significant
amount of energy savings can be realized. VSDs can reduce the energy consumption
during part-load operating conditions. Therefore, the lower the motor speed, the higher
the energy savings.

1.) What is the total motor horsepower that will have VSD? Enter the total motor
capacity in horsepower (hp) where variable speed drive controls will be
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installed. If installing VSDs for two 10 hp motors, the total motor horsepower is
20 hp.

2.) What is the total installed cost? Enter the estimated total cost, including
materials and labor.

3.) What is the utility rebate for this measure? Enter the utility rebate amount, if
known and available.

ECM 16: Replace manual thermostat with programmable thermostat

Fill in your
|ECM 16 Replace manual thermostat with programmable thermostat answers

Quantity of old thermostats to be replacd?
What is the total installed cost?

What is the utilitv rebate for this measure?

Many facilities still use old on/off thermostats. The HVAC equipment controlled by the
on/off thermostats could be running continuously if they are not turned off manually.
The new setback, programmable, smart, or network thermostat can be programmed to
turn these HVAC units off according to facility schedules or by resetting the zone
temperature set point so the HVAC units can be controlled when the zone is not
occupied. Significant energy savings can be realized for both heating and cooling
operations.

1.) Quantity of old thermostats to be replaced? Enter the quantity of old
thermostats to be replaced with setback, programmable, or network thermostats.

2.) What is the total installed cost? Enter the estimated total cost, including
materials and labor.

3.) What is the utility rebate for this measure? Enter the utility rebate amount, if
known and available.

ECM 17: Replace old motors with premium efficiency motors

answers

Fill in your
ECM 17 Replace old motor with premium efficiency motor
‘ What is the total premium motor horsepower capacity to be installed? a

What is the total installed cost?
What is the utilitv rebate for this measure?

Even if older motors still operate, they are not energy-efficient. Because of technology
improvements, new premium efficiency motors are more efficient and more compact.
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Motors that run continuously for 24 hours a day, such as swimming pool pumps or hot
water circulation pumps, are good candidates for this retrofit.

1.) What is the total premium motor horsepower capacity to be installed? Enter the
total premium efficiency motor capacity in horsepower to be installed. For
example, if installing two 20 hp motors, the total motor horsepower capacity is 40

hp.

2.) What is the total installed cost? Enter the estimated total cost, including
materials and labor.

3.) What is the utility rebate for this measure? Enter the utility rebate amount, if
known and available.

ECM 18: Replace storage water heater with gas-fired tankless water heater

Fill in your
Replace storage water heater with Eas-fired tankless water heater |answers
Quantity of storage heater to be replaced with new instantaneous water heater?
What is the total Btu per hour capacity of the old water heater?
What is the total installed cost?
What is the utilitv rebate for this measure?

|ECIVI 18

o 0 o o

Some facilities use storage hot water heaters for small hot water use. The standby loss
alone is significant. By converting to instantaneous or tankless hot water heaters, the
facility can improve the thermal recovery efficiency and reduce the standby loss of the
hot water heater.

1.) Quantity of storage heater to be replaced with new instantaneous water heater?
Enter the quantity of storage heaters to be replaced with a new instantaneous
water heater.

2.) What is the total Btu per hour capacity of the old water heater? Enter the
estimated total capacity of the storage water heater. For example, if replacing two

50,000 Btu/hr units, enter 100,000.

3.) What is the total installed cost? Enter the estimated total cost, including
materials and labor.

4.) What is the utility rebate for this measure? Enter the utility rebate amount, if
known and available.
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3. Plug Load Measures Calculators:

ECM 19: Install smart strip/PC management to control computers/printers

Fill in your

ECM 19 Install smart strip/PC management to control computers/printers answers
Measure 19 How many smart strips or PC management tools will be installed? 0
What is the proposed computer control?  Smart strip

What is the total installed cost? S -

What is the utilitv rebate for this measure? $ -

Some computers and printers are not turned off at the end of the day or during
weekends and are left running continuously. By installing a computer management
software or “smart strip,” the computers or printers can be turned to sleep mode when
they are not used over a certain period.

1.) How many smart strips or PC management tools will be installed? Enter the
quantity of smart strips or PC management tools to be installed.

2.) What is the proposed computer control? Select the type of control device to be
installed.

3.) What is the total installed cost? Enter the estimated total cost, including
materials and labor.

4.) What is the utility rebate for this measure? Enter the utility rebate amount, if
known and available.

ECM 20: Install vending machine occupancy control

Fill in your
ECM 20 Install vending machine occupancy control answers
Measure 20 Quantity of vending miser controls to be installed in beverage machines? 0
Quantity of vending miser controls to be installed in snack machines? 0

What is the total installed cost? $ -
What is the utility rebate for this measure? S -

Typical vending machines for beverages and snacks run continuously. In addition to
lights, beverage machines have a small refrigerator to keep the beverages cold. Vending
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miser controls can be installed to reduce energy use when there is no occupancy
detected.

1.) Quantity of vending miser controls to be installed in beverage machines? Enter
the quantity of vending misers to be installed in beverage machines.

2.) Quantity of vending miser controls to be installed in snack machines? Enter the
quantity of vending misers to be installed in snack machines.

3.) What is the total installed cost? Enter the estimated total cost, including
materials and labor.

4.) What is the utility rebate for this measure? Enter the utility rebate amount, if
known and available.

4. Photovoltaic System (PV) Calculator:

ECM 21 Installing Photovoltaic System Fill in your answers
How many PV panels will be installed? 0
What is the PTC {PVUSA Test Con.) Wattage of each panel? 0
What is the name plate efficiency of the inverter? 0.0%
What is the total name plate capacity of the inverter? 0
*For PV < 30 kW, What is the approved EPBB rebate amourt? $
*For PV > 30 kW, What is the approved PBI rebate amount? $
Other Non-repayable funds 5
What is the total project cost without rebate? S
Does the PV vendor provide 25 year system warranty? No

This simple calculator for installing PV systems applies only to school-owned PV
projects. Because of the initial costs, low or no rebate amounts and the inability of
schools to claim tax credits, the SIR for a PV project may not pass the requirement of
1.05. However, a school has the option to bundle a PV system with short payback energy
efficiency measures to increase the total SIR. As long as the total LEA combined SIR
exceeds 1.05, the bundled measures may be approved and funded up to the grant
amount.

The calculator assumes that the potential PV project is sized properly (that is, sized only
to save up to the prior-year electricity bill of the facility’s, excluding customer and meter
charges). In addition, the calculator also assumes that a net energy metering agreement
will be signed with the utility.
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For a PV system to maintain maximum production, regular maintenance and cleaning
are required. It further assumes annual maintenance cost to be 0.3 percent of project cost.
Based on PV monitoring data and on the PV vendor warranty, annual PV production
degradation rate is assumed to be 0.7 percent. The life-cycle cost analysis assumes that
inverters will be replaced every eight years. The calculator uses a statewide average of
1,500 kWh for each installed kWac.

1.) How many PV panels will be installed? Enter the quantity of PV panels to be
installed.

2.) What is the PTC (PVUSA Test Con.) Wattage of each panel? Enter the PVUSA
test condition (PTC) rating in direct current (DC) watts for the selected panels.
This PTC DC wattage rating is generally used for rebate calculations.

3.) What is the name plate efficiency of the inverter? Enter the nameplate efficiency
rating of the inverter(s) to be installed. For example, if installing a certified
inverter with 95 percent efficiency rating, enter 95.

Note: Determining PV capacity:
PV capacity in alternating current (AC) will be automatically calculated using
this formula:

PV Capacity (Energy Commission AC rating) = Number of panels x PTC panel
wattage x inverter efficiency

Electricity production will be calculated using this AC capacity based on an
average generation per kW from Energy Commission and CPUC monitoring
data.

4.) What is the total name plate capacity of the inverter? Enter the nameplate
capacity of the inverter(s) to be installed. For example, if installing two 20 kW
inverters, enter 40 kW. The inverter capacity for continuous operation has to be
greater than the maximum capacity of the PV panels.

5.) For PV <30 kW, what is the approved EPBB rebate amount? If an Expected
Performance Based Buydown (EPBB) rebate is approved for a PV system less
than 30 kW for the school site, enter the rebate amount.

6.) For PV >=30 kW, what is the approved PBI rebate amount? 1f you have a
(Performance Based Incentive) PBI rebate approved by utility, enter the total

approved rebate amount. This total PBI rebate will be adjusted by discount rate
for NPV.
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7.) Other non-repayable funds? Enter the non-repayable fund amount for this
measure. Non-repayable funds include bond funding, deferred maintenance,
general operation budgets and other funds used to finance the project. This
funding does not need to be repaid by the LEA.

8.) What is the total project cost without rebate? Enter the estimated total cost for
installing the PV system, including material and labor, excluding the rebate.

9.) Does PV vendor provide 25 year system warranty? Select “yes” if the PV vendor
provides a signed 25-year system warranty and “no” if they do not. If the PV
vendor does not provide a 25-year system warranty, you will need to select 20
years as the effective useful life of the PV system when you are entering
information in the Photovoltaic subsection in the Energy Expenditure Plan
Online.
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CHAPTER 5:
Information Required for Energy Audits

Purpose

The Energy Commission uses energy audits submitted by the LEA to review and validate the
energy savings and SIR calculations in the energy expenditure plan. To expedite the review of
proposed eligible energy projects for which energy audits have been completed, the Energy
Commission has prepared a concise format for LEAs to use when submitting these energy
audits as back-up documentation. Audit documentation submitted in a format different from
that described below will result in the need to resubmit the information or a much longer
review time, resulting in delay in energy expenditure plan approvals. LEAs not using the
Energy Commission energy savings calculators as backup documentation to validate their
energy savings and SIR calculations must use the format outlined below.

Information Required

Prepare one audit or savings analysis for each school in the energy expenditure plan and keep
the analysis for each school in a separate file.

An energy audit must consist of:

Facility Background
Energy Efficiency Measure (EEM) Summaries

Grants and Incentives

Ll

Appendices
a. Appendix A
b. Appendix B

The following are instructions for and a description of each part of the energy audit:

Facility Background

Based on the survey of the school buildings and interviews with the school staff, provide brief
descriptions of the existing condition of the facility, all major energy-using equipment and end-
use areas. These descriptions shall provide general information on each of the following
categories:

o Utility costs, rate schedule and consumptions for each school
e Age, square footage and typical hours of the building
o Age, efficiency, current hours of operation and controls of the energy using equipment
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e Size, age, annual production and condition of the onsite generation equipment (such as

PV and cogeneration), if applicable.

¢ Benchmarking data.

Energy Efficiency Measure (EEM) Summaries

Provide a description of the proposed EEMs here. Describe, separately, the EEMs in each end-
use category as listed below. If the EEM is recommended in only one end-use area, skip other

end-use areas.

Please include one section describing the existing equipment problems and associated energy

use and one section describing the recommended retrofit to mitigate the problem and how the
energy savings are obtained. Prepare a table for each EEM summarizing the energy and energy
cost savings (as shown in following table).

Energy Demand | Electricity | Electricity | Natural Gasor | Natural Gas | Annual | Installed

Efficiency Savings | Savings Cost Fuel Savings or Fuel Cost | Cost Measure

Measure (kW) (kWh/yr) | Savings (therms or Savings Savings | Cost
($/yr) gal/yr) ($/yr)

Total

For each end-use area where energy efficiency measures are being analyzed, detailed

information must be provided. If no energy efficiency measures are being recommended in a
particular end-use area then detailed information does not need to be provided. The following

information is required for the end-use areas:

¢ Building Envelope

0 A detailed model or engineering calculation of insulation, window shade,

(0}

window replacement, cool roof or other building envelope measures.

A description of the existing building envelope condition and the proposed

retrofit or replacement measure in the study, including quantity, square footage,
orientation, U-value and/or shading heat gain coefficient improvement, and so

forth

Assumptions and output for the calculation method and the cost savings.

A summary of the model run for the pre- and post-retrofit case, and/or backup
calculations shall be included in the Appendix B of the energy audit.
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Lighting

0 A complete survey of all lighting systems at each school site.

0 A description of quantity, wattage, operating hours and current controls of the

existing lighting systems and recommended modifications in the study. Separate
fixture retrofit measures from lighting control measures and relamping measures
as each measure has a specific Effective Useful Life (EUL).

Backup calculations, calculation spreadsheets and/or the simulation model runs
for the pre- and post-retrofit cases for each lighting measure type (for example,
fixture retrofit, occupancy sensors, or relamping measure, and so forth) shall be
included in Appendix B of the energy audit. If a calculator is used, please attach
the calculator in Appendix B as well.

If the baseline kWh use for all lights exceeds 35 percent of the annual kWh consumption,
please provide a brief energy balance for the school and a description of why the

lighting load is above average at the specific site. Energy loads for end-use areas not

included in the audit shall be based on general assumptions and detailed in Appendix
A. The purpose for the energy balance calculation is to make sure the baseline energy
use and energy savings are reasonable.

HVAC

(0}

(0]

A survey of all HVAC system and associated equipment (such as circulation
pumps, air handlers, economizers, cooling tower and controls) for each school.
A discussion of the condition, age, quantity, size, efficiency and controls (or
operating hours) of the existing HVAC equipment and problems obtained from
the school staff in the pre-retrofit section.

A description of how the recommended measure(s) or proposed modifications
would improve the system efficiency and save energy. If a retro-commissioning
measure is considered, it needs to be linked to a hardware installation measure.
Soft energy savings from resetting indoor temperature or schedule may be
temporary and could be easily lost due to school override. However, continuous
commissioning with a written contract with the school to maintain the operation
of the equipment is allowed.

Engineering calculation, Bin model analysis, and/or hourly simulation models
shall be used to calculate energy savings. The backup calculation, calculation
spreadsheet and/or the simulation model runs for the pre- and post-retrofit case
must be provided in the Appendix B of the energy audit. If a calculator is used,
please attach the calculator in Appendix B as well.

Select the efficiency measure from Appendix E, Effective Useful Life for Energy
Measures in Years, in the 2015 Guidelines carefully because the EUL for each measure
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may be different. Premium efficiency motor and variable speed drive are classified
under the “Other” category in the efficiency measure pull down menu.

If the baseline kWh use for all HVAC equipment exceeds 50 percent of the annual kWh
consumption, provide a brief energy balance for the school and a description of why the
HVAC load is above average at the specific site. Energy loads for end-use areas not
included in the audit shall be based on general assumptions and detailed in Appendix
A. The purpose for the energy balance calculation is to make sure the baseline energy
use and energy savings are reasonable.

If an HVAC measure has multiple sources of savings such as savings from SEER
efficiency improvement and reduced hours of operation, provide incremental savings
after each savings function. Many control and VFD measures save energy during part
load operation or an unoccupied period and do not save demand charge. Cost savings
should be calculated based on energy savings only. Compare your EEM savings with
the utility bills. If the savings are too high (for example, more than 20 percent of total
utility bills), please make the necessary adjustment.

Domestic Hot Water

0 A survey of all domestic hot water (DHW) system and associated equipment
(such as circulation pumps, storage tanks or cooling towers).

0 A discussion of the age, quantity, size, efficiency and controls (or operating
hours) of the existing DHW equipment and problems in a pre-retrofit section.

0 A description of how the recommended measure(s) or proposed modifications
would improve the system efficiency and save energy.

0 Backup calculations, calculation spreadsheets and/or the model runs for the pre-
and post-retrofit case shall be provided in Appendix B. If a calculator is used,
please attach the calculator in the Appendix B as well.

Select the efficiency measure from Appendix E, Effective Useful Life for Energy
Measures in Years, in the 2015 Guidelines carefully because the EUL for each measure
may be different. An instantaneous hot water heater and a variable speed drive have
different EULs.

Clean Generation Measures
0 A discussion of the existing conditions and energy efficiency measure(s)
implemented in existing condition section.

0 A detailed description of quantity, size, energy savings or production, capacity
factor and maintenance in this section.
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0 Backup calculations based on the current or proposed rate schedule must be
included in the Appendix B of the energy audit. If a calculator is used, please
attach the calculator in the Appendix B as well.

All schools need to consider energy efficiency measures before implementing any clean
generation measure. A school can end up with an oversized generation project if it does
not consider and implement the EEMs first.

e Other Measures (Plug loads, energy storage, and so forth)

0 A discussion of the existing conditions and proposed modifications for other
measures not covered in the above sections such as plug load measures, energy
storage or power factor improvement measures.

0 A detailed description on quantity, size, energy savings or production, capacity
factor and maintenance in this section.

0 Backup calculations must be included in Appendix B of the energy audit. If a
calculator is used, please attach the calculator in the Appendix B as well.

Grants, Incentives, and Non-Repayable Funds

If the LEA intends to use grants, incentives, and non-repayable funds (including general
operation budgets, maintenance funds, capital project funds, bond funds, and other funds that
do not need to be repaid by the LEA) in the SIR calculation, provide the funding source and
amount of the grants and financial incentives information here. For bond-funded grants,
indicate the source of funding and why the interest or debt service will not be repaid by the
LEA. Describe what measures are eligible for utility rebate and how utility rebates are
calculated.

Appendices
Appendix A

Baseline Energy Use, Benchmarking and Energy Balance (if lighting or HVAC kWh energy use
exceeds 50 percent of baseline)

Baseline Energy Use

Provide monthly and annual energy use by each account. If the school has a PV system
onsite, obtain the annual kWh production from the PV monitoring system or inverter.
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Benchmarking

Based on total annual energy use data from all meters serving the school and square
footage of the school, create a benchmarking table for all energy uses. (such as $/st/yr,
kWh/sf/yr, Therms/sf/yr, and so forth).

Energy Balance

If lighting energy use exceeds 35 percent of baseline or HVAC kWh energy use exceeds
50 percent of baseline, provide the percentage estimate for each end-use category.
Provide all assumptions and calculations for each end-use category.

Appendix B
Energy Efficiency Measure Calculations

Provide the pre-and post-retrofit energy use for the recommended equipment and control
measures by school. Discuss how assumptions are used and energy savings are obtained.
Compare the demand and energy use for pre- and post-retrofit conditions. Attach analyses
documentation and calculations here including spreadsheets, simulation model analysis and/or
engineering calculations, as appropriate. Cost savings shall be calculated based on demand and
energy charges provided in the applicable electric rate schedule. A detailed cost breakdown for
each measure shall be provided including material and installation labor costs listed separately.
If the cost is much higher than the commercial market cost, a detailed justification is required.
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Chapter 6:
Information Required for Power Purchase Agreement
Application

Purpose

An LEA may include a clean energy generation Power Purchase Agreement (PPA) as part of the
Proposition 39 energy expenditure plan application. To expedite the review of a proposed
eligible PPA, the Energy Commission has prepared a concise format for LEAs to use when
submitting the PPA project information as supporting documentation to the Energy
Expenditure Plan. A sample life cycle cost analysis tool is also provided for LEAs to calculate
cost savings, Net Present Value (NPV) and SIR for the proposed PPA based on energy
production from the proposed PV project. This format allows Energy Commission staff to
evaluate and validate the energy cost savings from the PPA proposals.

Facility Background Information

Prepare the following information for each school site where the LEA proposes a PV installation
utilizing a PPA contractor. Each LEA must provide a brief description of the existing condition
of the facility, energy-using equipment, and energy use, including but not limited to:

e Facility kWh Consumption: Demand, electricity cost (by time of use where applicable),
and rate schedule for each school site where PV is proposed

e Facility Information: Age, square footage and typical hours of buildings operation;

e Facility Operation and Control: Age, efficiency, current hours of operation and type and
effectiveness of existing controls of the energy using equipment

e Existing PV/Generation System Information, if applicable: Size, age, annual production
and condition of the onsite generation equipment (such as PV and cogeneration)

¢ Energy Efficiency Measures Installed: Provide a description of the energy efficiency
measures implemented over the last 5 years and the estimated energy and demand
savings at the school site. If energy audits have been performed during the last five
years, indicate who performed the study and describe the energy efficiency measures in
each end-use category separately such as lighting, lighting control, HVAC, HVAC
control and plug load measure.

Proposed Clean Energy Generation System Information

For each school site where the PV system is proposed, the LEAs must provide the proposed PV
system information, including:

e Proposed PV System: Type of system (ground mount, carport, roof mount, and so forth)
Describe where the PV is proposed on the building site, describe age and general
condition of the location. Also describe the existing building structure and the structural
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adequacy to support additional loads. Provide calculations where applicable to
demonstrate that additional roof weight will not be detrimental to the building
structure.

PV System Production: Number of panels, PV system size (AC rated), an overall layout
of proposed installation, inverter capacity, inverter conversion efficiency, system
degradation rate, estimated annual production.

PV System Savings: Energy cost savings, effective electricity rate to be paid to PV vendor
and the electric price discount. PPA contractor must also provide the estimate of PV
production as a percentage of latest year (fiscal or calendar) electricity use at the school
site. If the LEA is using a time-of-use rate, an hourly simulation model for on-peak, mid-
peak, and off-peak kWh production and time-of-use rates shall be used to calculate PV
system cost savings. If the LEA plans to switch to a new rate schedule, perform cost-
saving analysis based on the new rate schedule.

PPA Contract Information

For all proposed PPAs, provide documentation to comply with the following PPA Terms and
Conditions as described in the Proposition 39 Guidelines:

1.

Letter of Intent: If an LEA intends to use Proposition 39 funds to finance a clean energy
project using a PPA, the LEA must include a commitment letter signed by the LEA
authorized representative to indicate why the clean energy PPA project could not be
implemented without the Proposition 39 grant contribution.
No Sole Source Agreement: PPA agreement shall not be awarded through a sole source
process as required by Public Resources Code section 26235(c), which states, “A
community college district or LEA shall not use a sole source process to award funds
pursuant to this chapter. A community college district or LEA may use the best value
criteria as defined in paragraph (1) of subdivision (c) of Section 20133 of the Public
Contract Code to award funds pursuant to this chapter.” (Note that Senate Bill 785
(Chapter 931, Statutes of 2014), adopted by the Legislature and signed into law by
Governor Edmund G. Brown on September 30, 2014, repealed Section 20133 of Chapter
1 of Part 3 of Division 2 of the Public Contract Code and further amended the statute.)
The LEA shall defer to their own procurement regulations and procedures, as long as
they reflect applicable state and local laws and regulations and do not conflict with the
minimum legal standards specified above.
A PPA clean generation project size shall be sized to reduce up to a maximum of 70
percent of the most recent calendar or fiscal year kWh energy consumption at the
school site. The percentage of kWh generation displaced by the clean energy generation
project shall be calculated based on the proposed PV system energy production.
The PV vendor shall provide either a document or a statement to address the following:
e The PV vendor shall provide a performance guarantee ensuring at least 95 percent
of estimated production over at least a five year period and must have a
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Energy Production and Cost Saving Summary for Energy Expenditure

performance and production guarantee for the life of the PPA term with an
appropriate degradation rate.

The Performance Guarantee shall include language that in the event actual
production falls below the 95 percent threshold, the PV vendor will reimburse or
compensate an LEA (at the applicable PPA rate) for the short fall.

The PPA contractor shall provide a statement that it will be responsible for
designing, installing, operating and maintaining the energy generation project
during the contract terms. If a roof mounted PV system is proposed, the PPA
contractor shall be responsible for the damage to the roof over at least a five year
period.

The PPA contract shall provide a statement that the energy generation project

contractor shall be responsible for all required permits (DSA, CEQA, Fire Marshall,
and so forth) and shall meet the current version of all applicable California Building

Code including structural, electrical and fire protection.
The PPA agreement shall define who owns the renewable energy certificates and

include a statement, initialed by the LEA’s authorized representative, that the PPA

vendor has informed the LEA of all greenhouse gas attributes and value benefits.

Plan Online Application

Energy production and cost savings of the proposed clean generation project must be calculated
based on the provided sample PPA SIR calculation spreadsheet, or other PV simulation models

using the same method. The calculation spreadsheet contains the instructions to use the tool,
required data entry for online application, Proposition 39 contribution, estimated energy
production and cost savings and life cycle analysis. The following table shows the required
information for an energy expenditure plan that includes a request for approval of a PV project,

which includes a PPA.
Energy Production and Cost Saving Summary for
Energy Expenditure Plan Submission
Clean Peak Year 1 Term of PV First Year % Price PPA Electric NPV of NPV of NPV of PPA
Energy Demand Electricity the PPA Production PPA Discount Price Utility Cost Payment to Prop 39 SIR
Generation Saving Production | Agreement | as % of LEA | Electricity Offered Escalation Savings PPA Vendor | Contribution
Size (kw) (kWh) School Site Cost on Price (%) ($) ($) ()
(kW AC) Annual ($) First Year
Electricity (%)
Use
(%)
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Definitions:

1.

10.

11.

12.

PPASIR =

PV Size (kW AC): Enter the alternating current (AC) power rating of the clean
energy generation system proposed at the school.

Peak Demand Savings (kW): Enter the estimated peak demand savings based on the
proposed system size and location.

Year 1 Production (kWh): Enter the estimated annual electricity production in kWh
based on the proposed system size and location.

Term of the PPA Agreement: Enter the number of years of the PPA agreement
between the PPA vendor and the LEA is for. For example, 15 years, 20 years, and so
forth.

PV Production as Percentage of LEA School Site Annual Electricity Use (%): Enter
percentage of the first year’s (12-month) production estimate and the most recent 12-
month annual electricity use of the site by dividing the former by the latter.

First Year PPA Electricity Cost ($): This is the electricity cost paid by the LEA to the
PPA developer. This is considered to be the measure cost for the LEA to obtain the
electricity cost savings from the PPA. Any non-electricity costs paid by the LEA
using Proposition 39 funds, such as project development costs, must be included.

% Price Discount Offered on Price First Year (%): Calculate the weighted average
electricity price for last year’s utility bills and the weighted average price paid by the
LEA for the purchased electricity, then calculate and enter the percentage discount of
the electricity price savings. For example, if the weighted average of electricity price
is 20 cents and the weighted average price paid by the LEA for the purchased
electricity is 16 cents. The difference between the two is 4 cents. To get the
percentage price discount, divide 4 cents by 20 cents, and you will get 20 percent. In
this example, enter 20 in this field.

PPA Electric Price Escalation (%): Enter the energy cost escalation rate that was
agreed to in the PPA. The escalation rate should not exceed 3 percent nominal.

NPV of Utility Cost Savings ($): NPV of the difference between the annual electricity
cost paid to the utility immediately before and after the PPA agreement.

NPV of Cost Payment to PPA Vendor ($): NPV of electricity cost paid to the PPA
vendor over the term of the PPA agreement.

NPV of Proposition 39 Contribution ($): NPV of total Proposition 39 contribution to
this PPA agreement. Future year contribution shall be discounted to the current
year’s value.

PPA SIR: PPA SIR shall be calculated using the following equation:

NPV of LEA Utility Cost Savings
NPV of LEA Electricity Cost Paid under PPA+NPV of P39 Contribution

Present value (NPV) calculation assumptions

PPA Energy Escalation Rate = maximum up to 3% (nominal)

Energy Cost Escalation Rate = 4% (nominal)
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. Discount Rate = 5%

. Effective Useful Life (EUL) = up to 20 years

. Performance degradation Rate 0.7%. (if lower than 0.7%, a performance guaranty
shall be provided in writing.)

Note: Where an LEA proposes PV installations at multiple sites, the PPA contractor
must provide the above information for each school or site where PV is planned. The
Proposition 39 Funding requested may be allocated across each site based on energy
production estimated at each site.

Instructions for the Power Purchase Agreement Calculator

Purpose

The intent of the Power Purchase Agreement (PPA) Calculator is to provide a PPA SIR
calculation tool using the standardized assumptions and user defined photovoltaic (PV) project
information. It will provide a consistent basis for the evaluation of the savings and cost
effectiveness associated with PPA - funded Solar Photovoltaic (PV) or clean energy generation
project(s) proposed to be developed at LEA sites. The PPA calculator presents a consistent data
input format for the existing site, existing utility rate schedules, proposed PV scope and power
production, PPA proposed electricity rates as well as applicable utility rates with PV installed.
It also allows the LEA to input the annual Proposition 39 funding contribution by fiscal year.

Given the large number of possible utility rate schedules and structures that could apply, it is
possible that the input structure provided in the current version could require slight
modification to handle some of the unique rate structures. Users should contact the Energy
Commission staff with such examples and the Energy Commission may post updates to this
calculator.

The calculator’s rate calculation and NPV is protected and users are allowed to enter data in
only the cells that are highlighted in red color. Depending on the user’s input, certain sections of
the calculator have conditional formatting applied to greyed-out areas that do not apply. Also,
under certain “out of range” input situations, the calculation areas are blacked out to alert the
user that the input is not within a reasonable range. For example, if the implied PV production
per kW of installed capacity exceeds 1.15 * 1500 kWh/kW, the user is alerted that the PV
production entered is out of range.

Please note that the purpose of this calculator is not to generate estimated PV production based
on a given installed capacity and project configuration. Rather, the time of use PV production
utilized by the model is simply one of the inputs. There are public domain PV models such as
PVWatts as well as others in the market which may be used for determining hourly PV
production. Time of use aggregated numbers may thus be estimated separately by the user
based on the applicable utility rate schedule and the hourly PV generation estimates generated
by such other models.
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This PPA calculator is divided into 7 sections (tabs). Only 3 tabs require user data input
(highlighted in red), all other sections are auto calculated based on assumptions in the P39
guidelines:

Tab 1: No user input — Instruction: Calculator user manual

Tab 2: User input — General: Site information, utility bill and PV production information.
Tab 3: User input — Price: User to select starting PPA electricity price or electricity price discount
or stipulated yearly price.

Tab 4: User input — Proposition 39 Funding Request: annual and total Proposition 39
contribution requested.

Tab 5: No user input — Rate Calculation: this tab is locked. Automatic calculation for PPA life
cycle cost analysis

Tab 6: No user input — NPV Calculation: this tab is locked. Automatic calculation for Net
Present Values.

Tab 7: No user input — Input for Proposition 39 Online: This tab is locked. Automatic
calculation. Data input for online PPA grant application.

The calculator also has two hidden charts showing sensitivity analyses and annual PPA price
escalation which will allow the Energy Commission Project Manager to compare different
options of PPA electric rates with utility rates.

For bugs, problems or questions, please contact the Proposition 39 Hotline at (855) 380-8722
(toll-free in-state), (916) 653-0392 (toll-line out-of-state) or by email at Prop39@energy.ca.gov.

The following paragraphs provide explanatory notes for the various inputs.

Input Instructions — Tab 2: General Information
SECTION A - GENERAL INFORMATION

Al1-A5 Provide general information on the LEA and the specific school site where PV is
proposed. If a school has multiple buildings or locations where PV is proposed,
all such locations can be grouped within a given school as a single “site”, so long
as they use the same utility rate schedule. However, if a given site has multiple
buildings grouped under multiple rate schedules, a calculator is required for
each rate schedule since calculation of savings is highly rate- dependent.

Note: If PV is proposed at multiple schools, each school shall have a separate SIR
calculation.
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SECTION B - PROJECT SITE EXISTING ENERGY USE AND COST

B.1

B.2

B.3

B.4

Provide the total gross square footage (GSF) of buildings at the school site.
Include all buildings that are on the same electrical grid or network as that
served by the proposed PV project.

Indicate the month and year time period (start and end) corresponding to the
base case energy use information provided herein.

Input the electric utility name (e.g., PG&E, SCE) that provides base case energy
to the LEA

Input the rate schedule used to price out the base case electricity cost paid to the
electric utility

SECTION C -PROPOSED PV PROJECT INFORMATION AT SITE

C1
C2
C3

C4

C5

Enter the type of PV installation. This is a narrative information item.
Input the term of the PPA contract (in years not to exceed 20 years.

Provide the rated name plate net rating of the PV project (AC kW). This amount
is used in conjunction with the kWh output also provided in the calculator to
determine the average kWh per kW of installed PV capacity. If the PV
production input in Section H exceeds 1500 * 1.15 kWh/kW, calculation will not
proceed further.

Input the PV “guaranteed maximum percent degradation.” This annual
degradation is applied to reduce the available energy (kWh) from the PV project
during the life cycle of 20 years. Degraded energy production in Year “n” is
calculated as = First year energy production * (1 — “percentage degradation”
expressed as a fraction) * (n-1). To prevent overly optimistic estimates, values

below 0.5% are not accepted.

The Price Proposal tab is to be populated to specify the pricing terms associated
with the sale of PV produced electricity to the LEA.

SECTION D - BALANCE OF ELECTRICAL PURCHASES FROM UTILITY WITH PV

D.1

Input the utility rate schedule that will apply once the proposed PV project is
implemented. In a number of cases, LEAs would benefit from migrating from
the base case rate schedule to a time of use (TOU) (and non-demand based)
schedule to reduce their overall electricity costs. This can be particularly helpful
since PV projects cannot be guaranteed to save demand charges.
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SECTION E - UTILITY RATE SCHEDULE UNDER BOTH BASE CASE AND WITH PV

This section captures input applicable to utility rate schedules for the “before PV’ and “after
PV” utility electricity purchase scenarios. Since a PV project does not completely offset the base
case electricity purchases from the utility, it becomes necessary to simulate the effective
applicable rates under both the “Base Case” and “With PV” scenarios. The following provides
explanatory notes on the rate components.

E.1

E.2

Input name of the applicable rate schedule

Because the rates are a function of Primary, Secondary and
Transmission level service available from a given utility, input the
applicable voltage service level noted on the rate schedule for a
given utility service at the proposed site.

Fixed Charges (As Applicable)

E.3-E.5

Fixed charges are independent of demand or energy use. They
may include customer charges, meter charges, or other charges. If
the proposed project includes other significant charges, note them
as well. Typically, all charges should be converted to a monthly
amount for input in these cells.

TOU Monthly Demand Charges

E.6-E.8

To the extent the proposed project has TOU demand charges,
input the same. Generally, TOU demand charges are seasonal (i.e.,
summer and winter rates differ) and generally there are no winter
time off peak demand charges.

Seasonal Demand Charges (As Applicable)

E.9-E.10

In many cases, rather than TOU, the demand charges may be
seasonal (that is, one rate for summer demand and another rate
for winter demand). Input the same in these cells. Please note:
Rarely are there both the TOU demand (E.6 through E.8) as well
as seasonal demand charges (E.9 and E.10).

Other Maximum Demand Charges

E.11 a.-E.12

Enter the other applicable charges such as billing demand charges
or facilities demand charges that are based on highest demand
experienced in a given month. The inputs allow for potentially
one rate for the summer months and a different rate for the winter
months.
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In some cases rate schedules entail a ratcheted demand charge for
facilities/billing demand. Select 1 in the cell provided to reflect the
same.

TOU Energy Charges (As Applicable)

E.13-E.18

Input the TOU energy charges for each TOU period in the cells
provided.

NON TOU Energy Charges (as applicable)

E.19-E.20

12-Month Ratchet

E.21

In the event the LEA or school site has other energy charges enter
the same in these cells. An example may be seasonal energy
charges. Note: It is rare for a site to have both TOU energy
charges (E.13 — E.18) as well as seasonal energy charges (E.19 —
E.20).

In cases where the demand charges for a given month are based
on highest demand over 12-months, select 1 in the cell provided

Other Energy surcharges. In some cases, an electric utility may
have other surcharges linked to energy use. Input the same under
E.21.

SECTION F - TIME OF USE SEASON DEFINITION

For each month, specify whether the given month is summer (1) or winter (0) by Utility Rate
Schedule definition. If the utility bill has split summer/winter days, define that month using the
season with majority days. If there is only one season, input all as “0” or “1”.

SECTION G - BASE CASE SITE ENERGY USE

G.1

G.2

Select “1” if the Base Case energy purchased from the utility is
based on TOU energy usage data. The calculator requires either
TOU prices or seasonal prices for energy.

Note: If “1” is selected and TOU energy base case prices are not
provided, the calculator will black out the NPV calculation tab
area. Likewise, if “0” is selected and seasonal energy prices are
not provided, the NPV calculation area will be blacked out.

Select “1”7, if the PPA case energy purchased from the utility with
the PV project is based on TOU energy usage data.
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G.3

Note: If “1” is and TOU energy prices for the PPA case are not
provided, the calculator will black out the NPV calculation tab
area. Likewise, “0” is selected and seasonal energy prices are not
provided, the NPV calculation area will be blacked out.

This is an instruction pertaining to input provided under G.1 and
G.2. Fill out the table under G.3. If either the Base Case or PPA
Case electricity is purchased under TOU rates, it is important to
provide base case energy usage information for each TOU period.

Input Instructions — Tab 3: Price

SECTION H- TIME OF USE PV OUTPUT AVAILABLE TO SITE

Use this section to provide PV generation by TOU period applicable to the rate schedule
defined in the calculator. If either G.1 or G.2 is input as “1”, it is necessary to input PV output
for each TOU period. Typically, a program such as PVWatts is able to provide hourly PV
output for each hour of the year. Users should aggregate the PV hourly output into time of use
periods and enter the same in this section.

SECTION I- PPA PRICE PROPOSAL

The calculator allows computation of THREE types of PPV Price offers.

I1

Select “1”, “2,” or “3” to designate the type of price proposal that
is being proposed by the PPA to the LEA.

1. Under Price Proposal Type-1, input the fixed starting price
($/kWh) charged for sale of power from PPA to the LEA.
Provide both a short term and long term escalation rate (which
shall not exceed 3% per the 2015 Guidelines). Also, input the
duration of the short term (e.g., first 5 years).

2. Under Price Proposal Type-2, input the starting “% discount”
over the Base Case electricity price currently being paid to the
utility. Provide the long term discount % as well, along the
duration over which the short term (for example, the first 5-

year) discount is applicable.

3. Under Price Proposal Type-3, input year by year electricity
price proposed by the PPA

Under each Price Proposal Type, there is an upper limit on the
duration of the short term. The long term is basically determined
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as duration of PPA contract minus the short term duration. The
short term escalation rates and price discount rates may be
different from long term values provided in these tables.

1.2 This item confirms whether the proposed price structure has an
implied rate that does not exceed the 2015 Guidelines-based limit
of 3% of annual escalation rate.

Input Instructions — Tab 4: Prop 39 Funds

SECTION J - SCHEDULE OF PROPOSITION 39 FUNDS TO BE USED AT THIS SITE FOR
PPA

This section is used by the LEA to input by fiscal year the amount of Proposition 39 funding (in
nominal $$) proposed to be allocated to the PPA project at the specific site.

Note: The proposed funding is discounted in the calculations by the standard discount rate
specified in the Proposition 39 Guidelines to compute the NPV of Proposition 39 funds. SIR
calculations require the use of NPV values.

Tab 5: Rate Calculation Tab
K. Base Case Utility Cost Simulation

No user input is required in the Rate Calculation tab. The calculator performs calculations to
determine the First Year Utility costs with and without the project. Effective rate ($/kWh) is
determined for the “Before” and “After” utility purchase rates.

Tab 6: NPV Calculation Tab

No user input is required in the NPV Calculation tab. The calculator performs calculations to
determine the NPV and SIR values based on all the inputs provided.

Tab 7: Input — Proposition 39 Online
Input Summary

No user input is required in this the Proposition 39 Online tab. Values shown in this tab are
used for the online input application.
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APPENDIX A:
Examples of Backup Information to be Uploaded

Please use this checklist to ensure that you have uploaded all the necessary supporting
documentation in Energy Expenditure Plan Online.

Utility Data Release Authorization Form (CEC-12) —
Submitted with the LEA’s first energy expenditure plan

Facility and Service Account Information Form
(CEC-24) — Submitted with the first energy expenditure
plan unless any changes to the number of facilities
under the LEA’s jurisdiction have occurred.

Energy Audit (if applicable)

Energy Commission Energy Savings Calculators with
Energy Survey (if applicable)

Power Purchase Agreement Documentation (if

applicable)

Building Owner Certification to Transfer Energy Cost
Savings to LEA (if applicable)

A-1



APPENDIX B:
Frequently Asked Questions (FAQ)

Can an LEA still upload Form A and Form B spreadsheets even after Energy Expenditure
Online has been launched?

No. On February 27, 2015, when Energy Expenditure Plan Online was launched and thereafter,
LEAs can only submit their energy expenditure plans by keying in their project information into
the online system. LEAs will still need to upload their backup documentation into the online
system.

How many persons can register into Energy Expenditure Plan Online?
Only one person per LEA can register in Energy Expenditure Plan Online. However, the LEA
registrant may provide their password to multiple persons as they think necessary.

Once Energy Expenditure Plan Online has been launched, can an LEA still use Version 5 of
the energy savings calculator?

No. On February 27, 2015, when Energy Expenditure Plan Online was launched and thereafter,
LEAs must use the latest version of the energy savings calculator that is posted on the
Proposition 39 webpage. If the LEA uses and uploads an earlier version of the Energy
Commission energy savings calculator to the online system, the Energy Commission Project
Manager will require the LEA to resubmit their energy expenditure plan using the latest version
of the calculators.

What type of information do we need to key into Energy Expenditure Plan Online? Is it
similar to the information in Form A and Form B?

The information in the online system is very similar to information in the Form A and Form B
spreadsheets. The Energy Planning & Training, Job Creation and Certifications tabs correspond
to information in Form A. The Schools/Sites tab contains information that corresponds to
information in Form B. In addition, there are several fields in Energy Expenditure Plan Online
that were not included on Form A and Form B. Please refer to Chapter 2 for information on
specific fields.

Can I open and edit the files that I have uploaded into the Supporting Documents section of
Energy Expenditure Plan Online?

No. Documents that are uploaded into the Supporting Documents section cannot be opened or
edited. To make edits to the uploaded documents, edit the version that is saved in your
computer then re-upload the revised version. Newer files with the same file name as the one in
the upload screen will automatically overwrite the older file.



The registration page does not include a list of security questions to choose from. What do I
do?

The LEA registrant must type in a question they create. There is no list of security questions
provided.

I used to be able to key in two Authorized Representatives and/or Project Manager names,
phone numbers, and e-mail addresses. Can I still do that?

No. You can only enter the contact information for one Authorized Representative and one
Project Manager.

We plan to make energy efficiency upgrades to our non-school facilities. How do we enter
information for these non-school facilities?

For non-school facilities (e.g. administrative offices), in the Schools/Sites tab, select the “District
Office” option in the drop-down box and proceed to enter the information.

I already submitted the previous version of the Utility Data Release Form. Do I have to
submit this new version?

The Utility Data Release Authorization Form (CEC-12) is required to be submitted only with the
tirst energy expenditure plan that an LEA submits to the Energy Commission. The Energy
Commission does not require an LEA that has previously submitted a Utility Data Release
Authorization Form to submit a copy of the new form. However, if the LEA’s utility requires an
original signed copy of the new Utility Data Release Authorization Form, it is the LEA’s
responsibility to sign and submit the original to the utility and a copy with the energy
expenditure plan documents. It is not necessary for the LEA to submit a Facility and Service
Account Information Form (CEC-24) unless there have been any changes to the number of
facilities under their jurisdiction since the last energy expenditure plan was submitted (that is,
facilities have closed or new facilities have opened.)

What do I do if I want to amend my EEP?
Contact your Energy Commission Project Manager and follow the instructions listed in the
“Amending an Approved Energy Expenditure Plan” section in Chapter 2 of this handbook.

When will LEAs be able to submit Annual and Final Reports?
The Annual and Final Reporting process is under development. The Energy Commission will
notify LEAs when the online reporting process is available for use.
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